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Physical systems can fail. The main aim of fault tolerance is to cope with this situation. When
a system fails, it is not able to achieve its goal anymore, because the function for which the
system is designed is not produced with the required performances. The cause of the failure
is generically called fault. Faults can occur in diﬀerent parts of the system and aﬀect it with
diﬀerent levels of severity. A system is fault tolerant when despite the occurrence of a fault it is
still able to perform its function. Hence fault tolerance provides the tools to detect the fault, to
locate it and estimate it and to decide a policy for react to the fault.
The fault tolerant problem can be divided in two tasks: fault detection and isolation (FDI)
and control redesign. FDI produces a diagnostic result including detection and location of the
fault, and if possible an estimate of the dimensions of the fault. The ﬁrst attempts to reach this
objective were based on hardware redundancy: the outputs of identical components are com-
pared to check if one of them failed. An evolution of this method is analytical redundancy, which
is based on the same concept, but with the mathematical model of the system. In analytical
redundancy the constraints among the system variables are compared to check inconsistencies.
This was also called model-based FDI at the beginning, because the mathematical model of
the system was the basis for fault detection. Nowadays the systems are so complex that their
model is not always known. This leads to new approaches for FDI, based on structural and
functional considerations, i.e. on a qualitative analysis of the system. These methods are bor-
rowed from the qualitative reasoning in artiﬁcial intelligence, with the aim of understanding the
human common sense to catch the interactions between physical phenomena, without knowing
the quantitative aspects. Qualitative models are hence abstractions of the system behavior, they
represent qualitative relations among physical systems.
The complex modern systems are usually distributed, i.e. they are composed by subsystems
connected through a network. These subsystems achieve diﬀerent functions and communicate
to reach a common goal. The subsystems composing a distributed systems can be computers
or dynamical systems. Depending on their nature and on the aim of their analysis, they can be
represented by discrete event or hybrid systems. A discrete event representation is more used
for a higher level description, when only the discrete dynamics and the communication policy is
considered. The hybrid representation involves also the continuous dynamics of each subsystem
and the interaction between the continuous and the discrete dynamics. Indeed discrete event
systems are discrete-state, event-driven systems, while hybrid systems are systems in which
continuous and discrete dynamics interact.
Fault tolerance in these large scale systems is quite complex, because it has to consider
problems of propagation of the fault eﬀect and problems of scaling. Moreover to achieve fault
tolerance without increasing the computational burden some decentralized methods have to be
used. These methods can cope with the distributed nature of the systems, with the ﬁnal aim to
decentralize the tasks of fault diagnosis and control redesign.
The aim of this thesis is to introduce new methods for dealing with fault tolerance in complex,
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distributed systems. In Chapters 1 and 2 some background tools are recalled. In Chapter
1 the notions of fault tolerance, with some methods for fault diagnosis and control redesign
are reviewed. In Chapter 2 large scale systems are introduced, with a deeper overview on
distributed, discrete event and hybrid systems. In Chapter 3 an architecture for fault tolerant
control of distributed systems in introduced. In Chapter 4 some considerations and issues for
fault detection in hybrid systems are presented.Chapter 1
Fault Tolerance and Fault Tolerant
Systems
A fault is a deviation of the system structure or the system parameters from the nominal situation
[5]. This implies that after the occurrence of a fault the system will have a behaviour which is
diﬀerent from the nominal one. Hence Fault Tolerance is the property of reacting to faults. In
particular the analysis of fault tolerance consists in establishing if a given system is still able to
achieve its tasks after the occurrence of a given fault, whereas the synthesis of fault tolerance
resides in providing a given system the tools to react to a given faulty situation. Therefore the
knowledge of the set of faults that can occur in the system and of the objectives the system has
to achieve are required for fault tolerance. For this reason in section 1.1 the diﬀerent possible
classiﬁcations of faults are introduced, presenting some techniques to obtain the kinds of fault
that can occur in a system and a way of modelling them.
A system is Fault Tolerant (FT) if after a fault it is able to recover its original task, with the
same or degraded performances. The fault tolerance problem is generally divided into two steps:
Fault Diagnosis: it consists in the detection of the occurred fault and in its isolation (identiﬁ-
cation).
Control redesign: the diagnostic information is used to adapt the controller to the faulty
situation in order to achieve again the objective of the system.
These two steps will be better explained in sections 1.2 and 1.3 of this chapter. A general
architecture for fault tolerance is represented in ﬁg. 1.1 where it is shown how fault tolerant
control extends the feedback loop: the output of the system is used by the diagnoser together
with the input to decide if a fault has occurred, then the diagnostic information is transmitted
to the controller redesign block that changes the control policy to face the fault.
Fault Tolerance can be considered as a measure of Dependability of a system, where depend-
ability is deﬁned as “the index of the quality of service a system delivers to its users during an
extended interval of time” (see [43]). Other measures of dependability can be stated:
Safety describes the real absence of danger, meaning that if a critical fault occurs the system
has to shut down not to provoke dangerous conditions. When this property is satisﬁed the
system is called fail-safe.
Reliability is the probability that a system will perform the function for which it is designed
for a given period of time in nominal conditions. In this context, fault tolerance can help
improving the overall reliability of the system.
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Controller
redesign
Diagnosis
Controller Plant
r
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y
f d
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Execution level C
Figure 1.1: Fault tolerant control architecture: r is a reference signal, u is the control signal, y
is the output signal, f is a fault signal, d is a disturbance, D is the diagnostic information and
C is the control redesign information.
Availability is a measure of the correct service delivery regarding the alternation of correct and
incorrect services.
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Fault
Recovery
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Figure 1.2: Fault tolerance vs Safety.
Hence ﬁnally a dependable system is a fail-safe system with high availability and reliability. But
what is the real diﬀerence between safety and fault tolerance? In ﬁg. 1.2 the concept is clariﬁed
using performances regions. If the system performances can be quantiﬁed by the two variables
y1 and y2, then it is possible to deﬁne a region where the performances are the required ones,
i.e. where the system remains during the nominal operation behaviour. The occurrence of a
fault can bring (and usually does) the system in the region of degraded performances. When this
happens the fault tolerant controller should be able to recover the system to bring it again the
region of required performances, or if not possible at least to keep it in the region of degraded
performances, without exceeding this threshold. Outside the region of degraded performances
there is the region of unacceptable performances where the system should never move, and
the task of the fault tolerant controller is exactly to prevent it. Outside this region there is1.1. FAULTS CLASSIFICATION AND MODELLING 13
the region of danger. The purpose of a safety system is to interrupt the operations when this
region is reached. This means the fault tolerance and safety work in two diﬀerent regions of the
performance space and they are called into the play when two diﬀerent threshold are crossed.
Therefore in industrial plants they are often threaten separately. This separation is used to
design fault tolerant controllers without the need to meet safety standards.
Fault tolerance and fault tolerant systems have been studied since the late ’70s, as in [37]
where fault detection for chemical processes is introduced, and later in [58]. One of the ﬁrst
surveys on fault detection is [39], which is dated 1984, and where some methods based on
modelling and estimation are introduced. Much later the interesting book [57] collects some
results on Fault Detection and Isolation (FDI) methods. Control redesign has been studied later
than fault detection, due to the technological improvements. A survey on the late ’90s situation
is given in [56]. Thereafter many new techniques in this ﬁeld have been presented, but it is
almost impossible to write a complete bibliography on them. Nevertheless throughout this work
some of the most interesting and recent methods will be cited and used. For a complete outline
of the recent improvements in this ﬁeld, it is worth citing some works which will not be used
in the following. In [60] a quite new approach to fault detection in industrial (batch) systems
is introduced. In [42] an overview on fault tolerant techniques for ﬂight control is presented. A
new approach for fault accommodation in nonlinear system is introduced in [40].
Most of the notions recalled in this chapter are based on the book [5], where a survey of
the most recent contributions to the fault tolerance problem are reported, and on [66] for fault
tolerant systems.
1.1 Faults Classiﬁcation and Modelling
From the deﬁnition at the beginning of this chapter, a fault changes the structure of the system
or its parameters. Structural faults generally change the set of component interacting in the
system or the relation between the plant and the controller. Parametrical faults, instead, act
on the input/output properties of the plant, causing a deviation from their nominal conditions.
This situation leads to a change in the performances of the closed-loop system with consequence
on the achievement of the system function.
U × Y
B
Figure 1.3: System behaviour.
Practically it is possible to recognize that a fault has occurred when given a known input
the output of the system is diﬀerent from the one expected. In ﬁg. 1.3 the input/output (I/O)
space of the system is represented, where U is the space of input signals and Y is the space of
output signals. The behaviour of the system is represented by the set B of all the admissible
input/output pairs (u,y). For dynamical systems in discrete time these pairs are represented
by temporal sequences U = (u(0),u(1),...,u(kh)) and Y = (y(0),y(1),...,y(kh)), where kh14 CHAPTER 1. FAULT TOLERANCE AND FAULT TOLERANT SYSTEMS
represents the time horizon in which the sequence is considered, and often the actual instant of
time. In this case the behaviour of the system has a temporal connotation.
. .
U × Y
B0
Bf
B
A
Figure 1.4: Behaviour of a system subject to faults.
In ﬁg. 1.4 the eﬀect of the fault on the system behaviour is represented: in the I/O pair space
B0 represents the nominal behaviour, Bf represents the faulty behaviour (for fault f). When a
given input U is applied to the system, if the system is in nominal conditions it produces output
Y0, if it is faulty it produces output Yf. In ﬁg. 1.4 the point A = (U,Y0) represents the nominal
I/O pair, the point B = (U,Yf) represents the faulty I/O pair. To detect and isolate the fault,
the related I/O pair has to be in Bf like point B but not in the intersection of B0 and Bf.
Diﬀerent classiﬁcations of faults exist. The more used is based on the part of the system they
aﬀect:
• Plant Faults: they change the dynamical I/O properties of the system;
• Sensor Faults: they cause errors on the sensors outputs, but not on the plant dynamics;
• Actuator Faults: they corrupt the actuating signal, i.e. they modify the inﬂuence of the
controller on the system.
The quantitative classiﬁcation divides the faults in complete (total loss of the component) and
partial (partial loss of the component). Following a qualitative classiﬁcation the faults can
be abrupt (sudden breakdown) or incipient (drift). Note that abrupt faults usually have an
important role in the so called safety-relevant systems, because they have to be detected before
the system becomes safety-critical, i.e. before their eﬀect on the system cannot be recovered with
fault tolerance anymore. Incipient faults, instead, are more related to maintenance problems,
where the important task is to avoid drift eﬀects, thus fault detection time is not so important,
but these faults are usually small and more diﬃcult to detect.
From a modelling point of view, the faults are classiﬁed in additive, if they are considered
as additional external signals, i.e. unknown inputs, and multiplicative, if they are seen as a
parameter deviation.
In general continuous-variable continuous-time models the faults are represented in the state-
space form:
˙ x(t) = Ax(t) + Bu(t) + Exd(t) + Fxf(t),x(0) = x0
y(t) = Cx(t) + Du(t) + Eyd(t) + Fyf(t)
for additive faults f, where d is a disturbance. Multiplicative faults can be represented like:
˙ x(t) = A(θ)x(t) + B(θ)u(t),x(0) = x0
y(t) = C(θ)x(t) + D(θ)u(t)1.2. FAULT DIAGNOSIS 15
where θ is a parameter vector with nominal value θ0 and diﬀerent values representing parametric
faults.
Depending on the model of the system many other diﬀerent ways of introducing faults in the
representation are possible. For a complete survey refer to [5].
Finally for the sake of clarity, it is necessary to explain what is the diﬀerence among fault,
disturbance, uncertainty and failure. Disturbances and uncertainties are usually represented
similarly to the faults, in additive and multiplicative form. Nevertheless these nuisances are
considered in the controller design phase, using ﬁlters and robust methods. Faults are more
severe changes that cannot be ﬁxed by the same controller of the nominal behaviour, but they
need to be detected and their eﬀect has to be handled with remedial actions involving some
changes to the control law. A failure can be considered as the eﬀect of the fault, because it
describes the inability of a system or a component to accomplish its function (task). In this
sense a failure is more severe of a fault and must be avoided, using fault tolerance to prevent the
fault before it causes a failure. In chapter 3 this notion of failure will be extended.
1.2 Fault Diagnosis
As sketched in ﬁg. 1.1 a fault tolerant system has to detect the occurrence of a fault to react with
the appropriate measure. Moreover the fault needs to be located and the kind of fault identiﬁed.
These three tasks are accomplished by the diagnoser:
Fault Detection: it aims at deciding if a fault has occurred, i.e. it detects the instant of time
in which the system becomes faulty.
Fault Isolation: it ﬁnds out in which part of the system the fault has occurred, i.e. the location
of the fault is determined.
Fault Identiﬁcation and Estimation: the kind of fault and its magnitude are determined,
the fault severity is stated.
The diagnostic task is usually performed online, meaning real-time, using the measurement data
available from the process. Hence the diagnostic problem can be deﬁned as:
Deﬁnition 1.1. Diagnostic Problem.
For a given I/O pair (U,Y ), ﬁnd the fault f.
The basic idea of a diagnostic algorithm is to compare the actual behaviour of the system
with the model of the nominal one. This is also called consistency-based diagnosis. The element
to perform the diagnostic task are then:
• the measurement information (U,Y ) up to the actual instant of time;
• the nominal behaviour B of the plant;
• the faulty behaviour(s).
As shown in ﬁg. 1.5 the point A represents the I/O pair of the nominal system, because it
is inside the nominal behaviour set B, while the point C represent the system behaviour after
fault f. Since C is out of the nominal behaviour, the fault f is detectable. Fault isolation and
identiﬁcation requires also the knowledge of the sets representing the system behaviour after the
fault, i.e. the possible I/O pairs that can be measured after a fault occurrence. Fig. 1.6 represents16 CHAPTER 1. FAULT TOLERANCE AND FAULT TOLERANT SYSTEMS
.
.
U × Y
B
C
A
Figure 1.5: Fault Detection and system behaviour.
. .
.
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Figure 1.6: Fault Detection and Isolation and Diagnosability.1.2. FAULT DIAGNOSIS 17
the I/O space of a system in which faults f1, f2 and f3 can occur, with the associated behaviour
sets B1, B2, B3 respectively (B0 represents the nominal behaviour). If the measured I/O pair is
represented by point A the system is in nominal conditions, if it is represented by point B fault
f1 is detected and identiﬁed, if it represented by point C a fault can be detected but it is not
possible to distinguish between fault f2 and fault f3. This problem is called diagnosability and
it is a property of a given system subject to given faults. Diagnosability has diﬀerent deﬁnitions
depending on the kind of system under consideration, thus it is impossible to give a general
deﬁnition for it (see [5]). Nevertheless to understand the concept a deﬁnition can be given for
continuous-variable continuous-time deterministic systems:
Deﬁnition 1.2. Diagnosability
A faukt f is said to be strongly diagnosable if there exists a stable residual generator such that
the residual signal r(t) reaches a non-zero steady-state value for a fault signal that has a bounded
ﬁnal value diﬀerent from zero.
Being consistency-based diagnosis a general concept, it can be applied to any kind of systems,
using diﬀerent strategies. For continuous-variable systems the generation of residual signals is
used. As explained in ﬁg. (1.10 pag 17) the consistency of the real-time system with its model
can be checked at each instant of time using the residual signal
r(t) = y(t) − ˆ y(t).
In faultless case the residual signal vanishes, or more realistically it is very close to zero, due to
noise. This problem is usually solved establishing a threshold that the residual should cross to
say that a fault has occurred. For this reason the possible faults for a certain system need to be
studied giving also their possible magnitudes and their eﬀects on the system.
Generally even the diagnostic task can be split in two subtasks:
Residual Generation: Residuals are generated using the I/O pairs and the model of the sys-
tem. This determines the degree of consistency between the actual and the known model
of the plant.
Residual Evaluation: The residual is evaluated in order to detect, isolate and identify the
fault.
Many diﬀerent residuals, sensitive to diﬀerent faults, can be designed and evaluated, singularly
or jointly, to detect and isolate the faults. The consistency method is based on the so called
analytical redundancy, i.e. it is based on the model of the system. Hence it avoids the use of
physical redundancy, because there is no need of adding new components to check if the result
is the same for each of them. Analytical redundancy allows a cheaper fault diagnosis and its
importance is growing up in actual industrial plants.
The above explained procedure is also called model-based FDI and it is represented in ﬁg.
1.7.
The ﬁrst step of the detection procedure is the residual generation and it is basically performed
in two ways: using state estimation techniques (parity space, dedicated observer and detection
ﬁlter approaches) or using parameter identiﬁcation methods. The second step is performed
using decision functions, such as norms and likelihood functions. In the following a ﬂavour of
the diﬀerent methods for residual generation is given, based on the work in [30]. For the sake
of brevity robustness issues and residual evaluation methods are omitted, a good survey can be
found in [5].18 CHAPTER 1. FAULT TOLERANCE AND FAULT TOLERANT SYSTEMS
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For all the presented approaches consider a continuous system of the kind:
˙ x(t) = Ax(t) + Bu(t) + Ed(t) + Kf(t)
y(t) = Cx(t) + Fd(t) + Gf(t)
(1.1)
where d models the unknown inputs, Kf the actuator and component faults and Gf the sensor
faults.
1.2.1 Parity Space Approach
This method uses the analytical redundancy relations, exploiting the parity (i.e. the consistency)
of the mathematical model. This is checked using the system measurements. A fault is declared
to be occurred if some bounds bi are crossed.
Two kinds of redundancy can be used:
• direct redundancy: based on algebraic relations among redundant sensor outputs;
• temporal redundancy: based on diﬀerential or diﬀerence relations between sensor out-
puts and actuator inputs.
If direct redundancy is exploited, the parity space method can be outlined as follows. Let
the algebraic measurement equation be:
ym = My + ∆y
where ym is the measurement vector, y the true measurement value and ∆y the error vector, i.e.
∆yi > bi deﬁnes a faulty operation indicated by the i-th measured variable.
To detect ∆y the vector ym can be combined to a set of linearly independent parity equations:
p = V ym
with V such that
V C = 0
V TV = I − C(CTC)−1CT
V V T = I.
Hence
p = V ∆y.
This means that the parity equation contains only the errors due to the faults. The columns of
V deﬁne distinct fault directions, associated with each measurement: the i-th column of V gives
the direction along which p lies if ∆y = ∆yi = [0   0∆yi0   0]T. The residual vector can be
written as
r = ym − Mˆ y
where
ˆ y = (MTM)−1MTym
is the least squares estimate of y. The residual is related to the parity vector p by the equation:
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Finally, given q redundant measurements of a process variable y and symmetric error bounds
b1,...,bq characterizing the faulty behaviour, the FDI problem consists in ﬁnding an estimate
ˆ y of the process variable from a most consistent set of measurements and identify the faulty
measurements by parity checks. Note that to detect a fault among p components at least p − 1
parity relations are needed.
Now the case of temporal redundancy relations is sketched. Consider the system
x(k + 1) = Ax(k) + Bu(k)
y(k) = Cx(k)
(1.2)
The parity space of order s is deﬁned as
P =



v|vT


C
CA
CAs

 = 0



.
For parity checks every vector v can be used at any time k:
r(k) = vT






y(k − s)
. . .
y(k)


 − H


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. . .
u(k)



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with
H =


   
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0 0
CB 0 0
CAB CB 0 0
. . .
CAs−1B         CAB CB 0


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Substituting the state equations of (1.2) in r(k):
r(k) = vT


C
CA
CAs

x(k − s).
This means that instead of checking the consistency of the whole mathematical model, only
individual relations that are a part of the model are checked.
1.2.2 Dedicated Observer Approach
This method is based on the state estimation, through banks of observers or Kalman ﬁlters. The
estimation error or the innovation are used as a residual for the detection and isolation of the
faults.
To better explain this concept, consider the system represented by (1.1). An observer for this
system is given by
˙ ˆ x = (A − HC)ˆ x + Bu + Hy
ˆ y = Cˆ x
where H is the feedback gain matrix chosen to achieve certain performances of the observer.
Deﬁning ε = x − ˆ x the state estimation error and e = y − ˆ y the output estimation error we
obtain:
ε = (A − HC)ε + Ed + Kf − HFd − HGf
e = Cε + Fd + Gf1.3. FAULT TOLERANT CONTROL 21
Since e is a function of f and d but not of u, it is a good candidate for being used as a residual.
The fault detection ﬁlter method is a full order state estimator where H is chosen in a
particular form.
The use of estimation schemes and Kalman ﬁltering allows the fault detection of a variety
of systems, due to the many diﬀerent methods of estimation present in literature. Some of
them are able to cope with nonlinearities, it is possible to use banks of estimators to improve the
eﬀectiveness of the fault detection task, there is also the possibility of introducing some stochastic
elements. The interested reader is referred to the wide literature and to the above cited works.
1.2.3 Parameter Identiﬁcation Approach
This method has been introduced by [39] as an alternative way to the state estimation methods.
The basic idea is to estimate the parameters of the mathematical model following these steps:
1. The system is represented through an input/output model
any(n)(t) + ... + a1 ˙ y(t) + y = b0u(t) + ... + bmu(m)(t).
2. The relation between the model parameters θi and the physical parameters pj is determined:
θ = f(p).
3. The model parameter vector θ is identiﬁed using the input and output of the actual system
(or of one of its components).
4. The physical parameter vector p = f−1(θ) is obtained.
5. The vector of deviations ∆p is computed.
6. The detection of the faults is performed exploiting the relations between faults and changes
in the physical parameters ∆p.
This method is particularly useful in case of incipient faults, because it is able to detect small
changes in the parameters.
1.3 Fault Tolerant Control
The second step to achieve fault tolerance in a system is controller redesign, or fault tolerant
control.
Fault tolerant control is just one of the fault tolerant problems, which refers to the achieve-
ment of the control speciﬁcations even if a fault occurs. Other fault tolerant problems can be
stated if other system properties are considered, e.g. if observability is the considered property,
fault tolerant estimation is required. In this section only fault tolerant control is described, but
fault tolerant estimation is based on the same principles and obvious extensions can be ﬁgured
out. A fault tolerant estimation problem will be presented in chapter 3.
The basic idea behind fault tolerant control is the implementation of a control law able to
achieve system objectives in spite of the occurrence of a fault (see [66]). Then the fault tolerant
control problem is above all a control problem. This consideration leads to the need of deﬁning
the standard control problem.
The control problem aims at ﬁnding a control law in a set U such that:22 CHAPTER 1. FAULT TOLERANCE AND FAULT TOLERANT SYSTEMS
1. the controlled system is able to achieve the control objectives O,
2. the system behaviour satisﬁes a set of constraints C.
The solution of the control problem is deﬁned by the triple < O,C,U >. If uncertainties are
considered, the parameter vector θ is introduced, from which the constraints depend, hence the
control problem becomes < O,C(θ),U >.
As above explained the faults can have diﬀerent eﬀects on the system. These eﬀects are now
cast in the fault tolerant control problem. The occurrence of a fault generally does not change
the system objectives, because the main idea of fault tolerant control is to try to reach them
even in presence of a fault. When this is not possible, i.e. when the system is not fault tolerant,
it is necessary to adopt the policy of objective reconﬁguration. On the contrary a fault changes
the constraints of the control problem, because it acts either on the parameter of the system
or on the structure of the constraints themselves. The nominal control problem will then be
< O,Cn(θn),U > and the faulty one < O,Cf(θf),U >. The fault occurrence can also change
the set of admissible control laws (i.e. if the fault occurs in computing and communication
devices): after a fault the set of control laws will then be Uf (in nominal conditions Un).
1.3.1 Fault Tolerant Control Approaches
Two basics fault tolerant control approaches can be identiﬁed, based on the way the control law
is redesigned and on the severity of the considered faults.
The ﬁrst approach is Passive Fault Tolerance. It aims at achieving the fault tolerant
purpose without changing the control law. This means that both problems < O,Cn(θn),U >
and < O,Cf(θf),Uf > (f ∈ F, where F is the set of the considered faults) are solved using the
same using the same control law, i.e. they have a common solution. This purpose is generally
very diﬃcult to fulﬁl, and it can be solved only if the objectives require a low level of perfor-
mances. This approach is similar to the robust methods used in case of system uncertainties.
The diﬀerence resides ﬁrst in the size of the changes (i.e. in the diﬀerence between fault and
uncertainty), and second and more important in the fact that a fault causes the change of the
structure of system constraints.
The second approach is called Active Fault Tolerance. In this case the system conﬁguration
and/or the control law is changed after the fault occurrence. In other words the problems
< O,Cn(θn),U > and < O,Cf(θf),Uf > (f ∈ F) have diﬀerent solutions, i.e. diﬀerent control
laws. To solve this problem generally the knowledge of Cf(θf) and Uf is necessary. This is
achieved by the FDI scheme. Depending on the knowledge provided by the FDI method, diﬀerent
strategies of active fault tolerance can be introduced.
Case 1 The FDI algorithm provides the estimates ˆ Cf(ˆ θf) and ˆ Uf. Hence the entire control
problem < O, ˆ Cf(ˆ θf), ˆ Uf > after the fault is deﬁned.
Case 2 The FDI algorithm provides an estimate ˆ Γf(ˆ Θf) and ˆ Uf of the fault eﬀect. Here ˆ Γf is
a set of possible constraints and ˆ Θf is a set of associated parameters that can describe the
system after the fault occurrence. Hence the problem to be solved is the robust control
problem < O, ˆ Γf(ˆ Θf), ˆ Uf >. If a solution to this problem exists the controlled system will
satisfy the objectives O provided that the actual constraints Cf(θf) ∈ ˆ Γf(ˆ Θf).
Case 3 The FDI algorithm cannot provide any estimate of the fault eﬀect, i.e. of the model of
the system after the fault.1.3. FAULT TOLERANT CONTROL 23
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Figure 1.8: Fault Accommodation.
Active fault tolerant strategies are concerned with these three cases. The ﬁrst strategy is
Fault Accommodation and it solves the problem for cases 1 and 2. The general architecture
for fault accommodation is represented in ﬁg. 1.8: the parameter of the nominal controller are
changed to achieve again the system objective after the fault occurrence. At the basis of this
strategy there is, then, the claim that it is still possible to control the system with the same kind
of controller and achieve the same objectives of the nominal system. In the fault accommodation
strategy even Control Reconﬁguration can be cast (see ﬁg. 1.9). This strategy consists in
changing the controller of the system to achieve again the nominal objectives. Practically it is
used to solve control problems < O, ˆ Cf(ˆ θf), ˆ Uf > or < O, ˆ Γf(ˆ Θf), ˆ Uf >, which means that:
• the controlled faulty system uses the same components of the nominal one, i.e. no compo-
nent has been switched oﬀ or on in reaction to the fault,
• only the control law is changed to face a diﬀerent control problem.
The use of architecture in ﬁg. 1.8 or ﬁg. 1.9 depends on the way the fault modiﬁes the system
constraints, i.e. on the faulty constraints Cf(θf).
A diﬀerent strategy is System Reconﬁguration, which is used to face case 3. In this
case part of the faulty system is unknown. For this reason the faulty components are switched
oﬀ, since they are known from the isolation procedure. The reconﬁguration strategy solves the
problem < O,C′
n(θn),U′
n >, where C′
n(θn) and U′
n are the subsets of constraints and control
inputs (respectively) associated with the healthy part of the system. Hence the reconﬁguration
strategy tries to solve the fault tolerant control problem using only the healthy part of the system,
eventually using some healthy components that were not used in nominal conditions.
When it is not possible to satisfy the nominal objectives using fault accommodation or system
reconﬁguration, an alternative to the fault tolerant solution has to be found. This is the aim of
the Supervision Problem, which is based on objective reconﬁguration. If O is a set of possible
control objectives, the supervision problem consists in ﬁnding a solution to < O,C(Θ),U >
and it is a fault tolerant control problem associated with a decision problem. Usually human
operators are involved in the deﬁnition of new objectives, but sometimes optimal policies can be
used.
In the next subsection some methods to achieve fault tolerance both using fault accommo-
dation and system reconﬁguration in linear systems are reported.24 CHAPTER 1. FAULT TOLERANCE AND FAULT TOLERANT SYSTEMS
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1.3.2 Fault Tolerant Control Methods
Consider the linear system described by the constraints:
˙ x(t) = Ax(t) + Bu(t)
where x(t) ∈ Rn and u(t) ∈ Rm.
The ﬁrst method considered uses Model Matching to solve the control problem. The
control objective is to design a control law such that the closed-loop system follows the reference
model:
˙ x(t) = Mx(t) + Ne(t)
where M,N are given matrices and e(t) is an input signal. The set of admissible control variables
is given by the law:
u(t) = Ge(t) − Kx(t).
The nominal solution to this problem is given by the system:
A − BK = M
BG = N
(1.3)
with
Im(A − M) ⊆ Im(B)
Im(N) ⊆ Im(B).
(1.4)
If rank(B) = m the unique solution is given by
K = B+(A − M)
G = B+N
(1.5)
where B+ is the left pseudo-inverse of B such that B+B = Im.1.3. FAULT TOLERANT CONTROL 25
If a fault occur and the FDI algorithm estimates the model of the faulty system, i.e. (Af,Bf),
then fault accommodation can be used. However it is not assured that the consistency conditions
(1.4) still hold for the faulty system. If they hold the new solution (Kf,Gf) can be computed
as the solution of system:
Af − BfKf = M
BfGf = N
or from the nominal solution as:
Kf = [B+
f B]K + B+
f (Af − A)
Gf = [B+
f B]G.
If the consistency conditions do not hold the objective is considered to be not tolerant to the
occurred fault, because there is no solution to the system (1.3). However it is always possible
to deﬁne approximated solutions minimizing the functionals J1 =  Af − BfKf − M 2 and
J2 =  BfGf − N 2, where       is the Frobenius norm. With some computation it is possible
to check that the solution to this optimal problem is still given by (1.5). The solution of this
problem is not reported here, but it can be found in [68], where some stability issues are also
addressed.
If the FDI algorithm does not give an estimation of the faulty system (Af,Bf), but it only
gives the faulty components through fault isolation, it is still possible to apply this method using
a system reconﬁguration policy. In this case the model of the reconﬁgured system is available,
say (Ar,Br), where some components (the ones aﬀected by the fault) are switched oﬀ. Then a
solution to (1.3) can still be searched replacing (A,B) with (Ar,Br).
Another method for fault tolerance in linear systems is to use Optimal Control, which is
particularly eﬀective for actuator faults. This problem has been addressed in [64] and [65].
The system is modelled by:
˙ x(t) = Ax(t) + Bu(t)
= Ax(t) +
 
i∈I Biui(t)
(1.6)
where I is the set of the actuators, ui(t) ∈ Rmi is the input of actuator i ∈ I,m =
 
i∈I mi, and
the pair (A,B) is stabilizable.
The control problem considered has the following speciﬁcations:
Objective The system state has to be moved from the initial manifold (x(t0),t0) = (γ,0) to
the ﬁnal manifold (x(tfin),tfin) = (xfin,∞), minimizing the functional
J(u,γ) =
1
2
  ∞
0
[uτ(t)Ru(t) + xτ(t)Qx(t)]dt. (1.7)
Constraints x(t) is a vector of continuous functions of time, x(t) ∈ Rn, satisfying equation
(1.6) ∀t ≥ 0.
Admissible control signals u(t) ∈ U, continuous functions of time, with values u(t) ∈ Rm
for open-loop; u(t) ∈ U, continuous functions of the state, with values u(t) = F(t)x(t) for
closed-loop.
The solution of this problem in nominal case is given by
p(t) = −Kx(t)
u(t) = −R−1BτKx(t)26 CHAPTER 1. FAULT TOLERANCE AND FAULT TOLERANT SYSTEMS
where K is the solution to the Riccati equation:
Q + AτK + KA − KBR−1BτK = 0.
Now suppose that at time t1 a fault occur such that only a part of the actuators are still
healthy. This means that the set of actuators I can be divided in IN1 healthy actuators after
time t1 and IF1 faulty actuators after time t1, such that I = IN1 ∪ IF1. After the fault the
system is described by:
˙ x(t) = Ax(t) +
 
i∈IN1
Biui(t) +
 
i∈IF1
βi(ui(t),θi) (1.8)
where βi(ui(t),θi) describes the system after the fault, hence it is the part to be estimated by the
FDI algorithm. The FTC problem aims at solving the optimal control problem with constraints
(1.6) for time t ∈ [0,t1[ and (1.8) for time t ∈ [t1,∞).
Fault accommodation consists in solving the control problem for system
˙ x(t) = Ax(t) +
 
i∈IN1
Biui(t) +
 
i∈IF1
ˆ βi(ui(t), ˆ θi) (1.9)
instead of system (1.8) after the fault occurrence. In this case ˆ βi and ˆ θi are estimated by the FDI
algorithm, ∀i ∈ IF1. The solution is computed assuming that the eﬀect of the faulty actuators
can be represented by an LTI model:
ˆ βi(ui(t), ˆ θi) = ˆ Biui(t),i ∈ IF1.
The model of the system can be generally described by
˙ x(t) = Ax(t) + B1u(t) (1.10)
where B1 = (BN1, ˆ BF1),BN1 = (Bi,i ∈ IN1), ˆ BF1 = ( ˆ Bj,j ∈ IF1). Using B1 the fault accom-
modation problem can be solved using the nominal optimal control scheme, but a diﬀerent value
of the functional will be obtained, because it will be the sum of the nominal cost before time t1
with the cost after the fault, i.e. after time t1.
System reconﬁguration in this case consists in solving the control problem for system
˙ x(t) = Ax(t) +
 
i∈IN1
Biui(t) (1.11)
after the fault occurrence, i.e. controlling only the healthy part of the system. Even in this case
the system can be modelled by (1.10), with B1 = (BN1,0).
The problem can be extended to more realistic systems where the faults occur in more diﬀerent
instants of time and admissibility of the solution issues can be addressed. The interested reader
is referred to [66] and references therein.
Many other methods have been introduced for control redesign of diﬀerent kinds of systems.
Some of them will be introduced and used in next chapters. For a wider literature on this topic
refer to [5].Chapter 2
Large Scale Systems
Large scale systems are characterized by a large number of variables, nonlinearities and uncer-
tainties (IFAC, Technical Committee on Large Scale Complex Systems). These systems can
represent a huge number of modern applications that become more and more complex: power,
gas, transportation, manufacturing, water systems, chemical processes, automotive and aeronau-
tic industry are just some of the possible ﬁelds in which large scale systems are involved.
There is no deﬁnition of large scale systems, because a deﬁnition would depend on the way
the system is modelled. In fact large scale systems represent modern systems operating in a
highly networked environment and for which integration of diﬀerent technologies and attention
to economic, environmental and social aspects are required. The improvement of the technology
and of the communication tools makes these systems even more complex and networked, calling
for new solutions and skills.
The analysis and synthesis of these systems has to be developed with the use of decomposition
techniques, which produce smaller and more manageable subsystems. Moreover there is a need
of hierarchical solutions and of coordinating mechanisms able to cope with the time issues of
large scale systems.
The recent years have seen the development of many methods for control and analysis of
these systems, with the growing attempt to integrate system theory techniques with communica-
tion and information techniques. Indeed large scale systems embed control and communication
aspects, because the diﬀerent component of the system are frequently distributed and generally
hybrid in their behaviour.
Since the name large scale system has a general meaning and can be associated to diﬀerent
kinds of systems, this chapter will introduce three frameworks in which large scale systems can
be better speciﬁed.
In section 2.1 distributed system are introduced. With this name networks of computer
systems were initially called. In particular the concept of distributed computing started in
1988 at the System Research Center, a laboratory of the Digital Equipment Corporation (now
Hewlett-Packard) as a method of computer processing in which diﬀerent parts of a program
run simultaneously on more computers communicating with each other over a network. From
distributed computing to distributed systems the step is short, since distributed systems in their
ﬁrst computer framework are viewed as diﬀerent computers achieving diﬀerent functions with a
main aim and communicating through a network. A survey on this topic with some application
issues can be found in [17]. Only recently the properties of distributed systems composed by
more general kind of dynamical systems have been studied. In this case distributed systems are
composed not only by computers, but also by dynamical subsystems, leading to the possibility
of using distributed systems to describe a wider number of applications.
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In section 2.2 a modelling formalism is presented for the description of Discrete Event Systems
(DES). Nowadays this kind of systems is used to represent a big number of processes when the
higher level of system dynamics is the considered level of description. In particular manufacturing
systems are described using this formalism. DES are used to represent large scale systems because
they are able to model the communication policies and the computer dynamics. However they are
not able to catch the dynamics inside each component of the large scale system. A more reﬁned
formalism to represent large scale and networked systems is given by Hybrid System, which are
described in section 2.3. Hybrid systems represent both the continuous and the discrete dynamics,
hence a deeper level of description can be considered and also the subsystems dynamics can be
described.
Each of these three representations is a subclass of large scale systems. Moreover DES can be
seen as a way of deﬁning distributed systems where only the discrete relations are represented,
while hybrid systems can deﬁne distributed systems representing also the continuous relations.
2.1 Distributed Systems
Distributed systems are composed by diﬀerent subsystems, called nodes, connected through a
communication network to accomplish a common task. As above mentioned they were born to
describe computer systems networks, but their notion can be extended to any kind of network
of dynamical systems. Many properties remain the same, only the notation has to be partly
changed. In this section ﬁrst the properties of distributed systems are described in their original
computer science connotation. An interesting survey on the topic can be found in [54], while
in [43] the real-time problem for distributed systems is faced. Some fault tolerant issues for
distributed system are also introduced, basically following the approach in [22].
The remaining of the section is devoted to the extension of the notation to more general
classes of distributed systems.
2.1.1 Properties of distributed systems
The main characteristics of a distributed (computer) system are:
• multiple computers;
• interconnections;
• shared state, i.e. the computers cooperate to maintain some global requirements.
The problems to be faced in a distributed system are:
Independent Failure The overall distributed system is preferred to keep working even if one
node fails.
Unreliable Communication Messages can be lost due to communication faults, i.e. connec-
tions unavailability.
Insecure Communication The interconnection among the computers can be exposed to unau-
thorized eavesdropping and message modiﬁcations.
Costly Communication Lower bandwidth, higher latency and higher cost communication are
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In particular independent failures and costly communication are typical issues of distributed
system that usually a centralized system does not have to face.
Nevertheless the main advantage of a distributed architecture is the possibility of sharing
information and resources over a wide geographic and organizational spread. Nowadays with the
modern technologies and tools it is possible to exploit the distributed nature of these systems
to improve the performances of both analysis and synthesis methods (refer to chapter 3). In
the following some of the properties that make distributed systems interesting and advantageous
from a functional point of view are detailed.
Frequently distributed systems are real-time systems, i.e. systems in which the correctness
of their behaviour depends not only on the logical results of the computation but also on the
physical instant in which these results are produced, in other words they have to respect a
deadline. Real-time systems for which there exists at least one ﬁrm deadline that can produce a
catastrophe if missed are called hard real-time. A real-time distributed systems is, hence, a set
of nodes interconnected by a real-time communication network.
The properties of distributed real-time systems are: composability, scalability and depend-
ability.
Composability ensures that the systems properties follow from subsystem properties. Since
large scale systems are built integrating a set of subsystems, an architecture is said to be com-
posable with respect to a given property p if this integration will not invalidate p once it has
been established at subsystem level. In a distributed real-time system integration is achieved
through the interaction among the diﬀerent nodes. Therefore the communication system has a
central role in determining the composability of a distributed architecture with respect to the
temporal properties1. There exist two possibilities to implement temporal control:
Event-triggered communication system If a communication system transports event mes-
sages the temporal control is external to the communication system, i.e. it is within the
sphere of control of the host computers to decide when a message must be sent.
Time-triggered communication system Temporal control resides within the communica-
tion system and it is not dependent on the applications in the nodes.
Scalability means that no limits exist to the extensibility of a system and that at the same
time complexity of reasoning about the proper operation of any system function do not depend
on the system size. Distributed systems usually evolve due to new requirements, new functions
added and old functions changed. A scalable architecture is open to these changes, hence there is
no limit to its extensibility. Distributed systems provide the necessary framework for scalability:
1. Nodes can be added within the given capacity of the communication channel, introducing
additional processing power to the system.
2. If the communication capacity within a cluster2 is fully utilized, or if the processing power
of a node has reached its limit, a node can be transformed into a gateway node to open a
way to a new cluster (see 2.1). The interface between the original cluster and the gateway
node can remain unchanged.
The property of scalability helps also in controlling the complexity of the distributed system.
Complexity is related to the number of parts and the number and type of interactions among
1The most stringent temporal demands for real-time systems have their origin in the requirements of the
control loop.
2A computer cluster is a group of tightly coupled computers that work together closely so that in many respects
they can be viewed as though they are a single computer [74].30 CHAPTER 2. LARGE SCALE SYSTEMS
Figure 2.1: Example of the use of gateway nodes for distributed systems scalability.
the parts that must be considered to understand a given function of the system. In a scalable
system the eﬀort required to understand any function should remain constant and independent
from the system size.
Dependability (see Chapter 1) is the most interesting property for the fault tolerant frame-
work. Indeed thank to this property it is possible to implement well-deﬁned error-containment
regions in distributed systems, achieving in this way fault tolerance. Implementing a dependable
real-time service requires distribution of functions to achieve fault tolerance.
A fault tolerant system must be structured into partitions that act as error-containment re-
gions so that the consequences of faults that occur in one of this partitions can be detected,
corrected or masked before these consequences corrupt the rest of the system. To avoid misun-
derstanding between the terms fault and error, the error is viewed as the eﬀect of a fault in a
computer system. Hence an error-containment region must implement a well-speciﬁed service;
this service should be provided to the outside world through a small interface, so that an error
in the service can be detected at this interface. In a distributed computer system a complete
node is regarded as an error-containment region so to perform the error detection at the node’s
message interface to the communication system.
A tool to implement fault-tolerance in distributed systems is replication. A node must rep-
resent a unit of failure (preferably with a simple failure mode), meaning that all inner failure
modes of a node are mapped into a single external failure mode. Under this hypothesis node
failures can be masked providing replicated nodes which are supposed to show a deterministic
behavior (basic concept of replica determinism).
2.1.2 Fault Tolerance in Distributed Systems
Fault tolerance is distributed systems is strictly related to their property of dependability. It can
be implemented following two ways:
• At the architectural level, transparent to the application code. This type of tolerance is
called systematic fault tolerance: the architecture must provide replica determinism so
that fault tolerance can be achieved by the temporal or spatial replication of computations
to detect and mask the faults speciﬁed in the fault hypothesis.
• At the application level, within the application code. We will call this type of fault tolerance
application-speciﬁc fault tolerance: it intertwines the normal processing functions with
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An error is a discrepancy between the intended correct state and the current state of a system.
The goal of the fault-tolerant system is to detect and mask or repair errors before they show
up as failures at the system user service interface. Error detection requires that, along with the
information about the current state, knowledge about the nominal state of a system is available.
The more is known a priori about the properties of correct states and the temporal patterns
of correct behavior of a computation, the more eﬀective are the error detection techniques.
Techniques for error detection based on a priori knowledge are:
Syntactic knowledge about the code space : parity bits, error-detecting codes in memory,
cyclic redundancy check (CRC) in data transmission, check digits at the man-machine
interface. Such codes are very eﬀective in detecting the corruption of a value stored in
memory or in the transmission of a value over a computer network.
Assertions and acceptance tests : application speciﬁc knowledge about the restricted ranges
and the known interrelationship of the values of the entities can be used to detect additional
errors that are undetectable by syntactic methods.
Activation patterns of computations : knowledge about the regularity in the activation
pattern of a computation can be used to detect errors in the temporal domain.
Worst case execution time of tasks : it can be used to detect task errors in the temporal
domain.
On the other hands there are many diﬀerent possible combination of hardware, software
and time redundancy (see Chapter 1) that can be used to detect diﬀerent types of errors by
performing the computation twice.
2.1.3 Distributed Systems: a General Description
The notion of distributed systems is well known in the control community from the so called
distributed control systems introduced in 1975 by Honeywell and Yokogawa [75]. These systems
are basically systems for which the controller is not centralised, but is distributed throughout
the system, i.e each component sub-system is under the control of one or more controllers. The
overall system is generally networked, to achieve communication and monitoring. This structure
is used in many applications, including industrial, electrical, computer and civil engineering, with
manufacturing and process systems.
From this ﬁrst notion an extension has been introduced with the development of functional
architectures (see Chapter 3) and the standard IEC 61499 (see [46]) for functional decomposition
of distributed systems.
The basic way in which distributed dynamical systems are represented is in the form of
networks, although there is some kind of diﬀerence between a distributed system and a network of
systems. As stated in [72] for computer systems, the basic diﬀerence resides in who is responsible
for moving the data around the system: if it is the system then distributed systems are invoked, if
it is the used it is more appropriate to talk about networks of systems. Basically in a distributed
system a collection of independent subsystems appears to the user as a single coherent system,
while in a network this coherence is not transparent to the user, even if there is some.
Beyond this confusion between distributed and networked systems, in general these systems
are viewed in the control community as a set of agents aimed at achieving some speciﬁed collective
goal, by coordinating and/or competing with each other.
Even if this kind of systems has been introduced quite early in time, there exists a few
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deal with them. Basically the properties and the methods can be borrowed from the computer
deﬁnition of distributed systems and extended to the dynamical systems in the control theory.
However some attention must be paid when trying to extend the fault tolerant notions. Indeed in
computer systems the faults usually develop as errors in the machines, while in general distributed
dynamical systems their eﬀect is called failure and it is viewed and handled as a loss of function,
as it will be better stated in Chapter 3.
2.2 Discrete Event Systems
In this section a brief introduction to Discrete Event Systems (DES) is reported. All the results
presented in this section are based on [18].
As mentioned above, DES can model many characteristics of distributed systems, hence they
are a good candidate to study the properties of a given distributed system, especially for what
concerns fault tolerance.
A DES is a dynamical system where the state space is described by a discrete set, state
transitions are only observed at discrete points in time and are associated with events. An event
can be identiﬁed with a speciﬁc action taken, either spontaneous (dictated by nature) or as a
result of some conditions which are suddenly met. If e is an event, a system can be aﬀected by
diﬀerent types of events contained in the an event set E.
Deﬁnition 2.1. Discrete Event Systems
A discrete event system is a discrete-state, event-driven system, i.e. its state depends entirely
on the occurrence of asynchronous discrete events over time.
Des are usually described using automata and languages. Languages describing DES repre-
sent them in terms of sequences of events. A language can be:
• Timed if it represents the set of all the possible temporal sequences of events a given DES
can execute;
• Untimed if it represents simply the set of all the possible sequences of events a DES can
execute;
• Stochastic Timed if the DES is stochastic.
This representation gives rise to three level of abstraction in the study of DES:
1. Logic if only the logic behaviour is of interest, i.e. the order in which the events take place.
At this level an untimed language is used.
2. Timed if also the instant of time in which the events take place is of interest. At this level
a timed language is necessary.
3. Stochastic if the considered DES has a stochastic behaviour in the event sequence, thus it
need a stochastic timed language to be described.
The focus in this overview will be on untimed languages and automata. To each DES it is
possible to associate an event set E. This is the alphabet of a language and event sequences are
strings (words) in that language. A string consisting of no events is called empty string and is
denoted by ǫ. The length of a string s, denoted with |s|, is the number of events contained in it,
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Deﬁnition 2.2. Language
A language deﬁned over a set E is a set of ﬁnite-length strings of events in E.
Languages are built from a set of events E using concatenation of strings: the string abb is
the concatenation of the string ab and the event b. The empty string ǫ is the identity element of
concatenation. Let E∗ denote the set of all ﬁnite strings of elements of E, including the empty
string ǫ; the ( )∗ operation is called Kleene-closure. A language over an event set E is a subset
of E∗.
For a string s = tuv it is deﬁned: t preﬁx of s, u substring of s, v suﬃx of s. Both ǫ and s
are preﬁxes, substrings and suﬃxes of s.
The usual set operations, such as union, intersection, diﬀerence and complement with respect
to E∗ are applicable to languages, since languages are sets. In addition it is possible to introduce
the following operations:
Concatenation Let La,Lb ⊆ E∗, then
LaLb := {s ∈ E∗ : (s = sasb) and (sa ∈ La) and (sb ∈ Lb)}.
A string is in LaLb if it can be written as the concatenation of a string in La with a string
in Lb.
Preﬁx-closure Let L ⊆ E∗, then
L := {s ∈ E∗ : ∃t ∈ E∗(st ∈ L)}.
The preﬁx closure of L is the language L consisting of all the preﬁxes of all the strings in
L. In general L ⊆ L.
Kleene-closure Let L ⊆ E∗, then
L∗ := {ǫ} ∪ L ∪ LL ∪ LLL ∪     .
An element of L∗ is formed by the concatenation of a ﬁnite number of elements of L.
2.2.1 Automata
Automata are a tool to describe a language and thus DES.
Deﬁnition 2.3. Automaton
A deterministic automaton G is a six-tuple
G = (X,E,f,Γ,x0,Xm)
where
• X is the set of states;
• E is the ﬁnite set of events associated with transitions in G;
• f : X × E → X is the transition function representing the transition from one state to
another due to a given event;
• Γ : X → 2E is the active event function, i.e. Γ(x) is the set of all the events e for which
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• x0 is the initial state;
• Xm ⊆ X is the set of marked states.
The language generated by G is
L(G) := {s ∈ E∗ : f(x0,s) is deﬁned}
The language marked by G is
Lm(G) := {s ∈ E∗ : f(x0,s) ∈ Xm}
Two automata are said to be equivalent if they generate and mark the same languages.
An automaton G is said to be blocking if
Lm(G) ⊂ L(G)
and nonblocking when
Lm(G) = L(G).
Operations on automata are: accessible part (Ac), coaccessible part (CoAc), trim (Trim),
complement (( )comp), product (( ) × ( )) and parallel composition (( )   ( )). The interested
reader is referred to [18] for a deeper description of these operations. An interesting operation
which will be used throughout this work is parallel composition. Consider two automata G1 =
(X1,E1,f1,Γ1,x01,Xm1) and G2 = (X2,E2,f2,Γ2,x02,Xm2). The parallel composition of G1
and G2 is the automaton:
G1   G2 = Ac(X1 × X2,E1 ∪ E2,f,Γ1 2,(x01,x02),Xm1 × Xm2)
where
f((x1,x2),e) =

  
  
(f1(x1,e),f2(x2,e)) if e ∈ Γ1(x1) ∩ Γ2(x2)
(f1(x1,e),x2) if e ∈ Γ1(x1) \ E2
(x1,f2(x2,e)) if e ∈ Γ2(x2) \ E1
undeﬁned otherwise
In parallel composition a common event can only be executed if both the two automata execute
it simultaneously. The two automata are synchronized on common events.
A nondeterministic automaton Gnd is a six-tuple
Gnd = (X,E ∪ {ǫ},fnd,Γ,x0,Xm)
where
• fnd : X × E ∪ {ǫ} → 2X, such that fnd(x,e) ⊆ X whenever it is deﬁned;
• the initial state x0 ⊆ X may be a set of states.
It is always possible transform a nondeterministic automaton Gnd into an equivalent deter-
ministic one. We will call the resulting equivalent deterministic automaton the observer Gobs
corresponding to the nondeterministic automaton. The languages generated and marked by the
nondeterministic automaton and its observer are the same. Hence if an automaton has unobserv-
able events it is possible to build a nondeterministic automaton substituting all the unobservable
events with ǫ-transitions and then design an observer for it.
A language is said to be regular if it can be marked by a ﬁnite-state automaton. The class
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2.2.2 Supervisory control of DES
Consider an automaton G that models the uncontrolled behaviour of the DES. This behaviour
is not satisfactory because the system has to follow some speciﬁcations. A controller has restrict
its behaviour to a subset of L(G). In this framework, we consider sublanguages of L(G) that
represent the desired behaviour for the controlled system and are called admissible languages. In
this paradigm, the supervisor S observes some of the events that G executes and tells G which
events in its current active set are allowed next. In other words, S has the capability of disabling
some feasible events of G, exerting in this way a feedback control action on G.
Consider a DES modelled by the automaton G = (X,E,f,Γ,x0,Xm) generating language L
and marking language Lm. L and Lm are deﬁned over the event set E. Consider the case of L
preﬁx-closed. Let E be partitioned into two disjoint subsets: E = Ec ∪ Euc, where Ec is the set
of controllable events, i.e. the events that can be disabled by a supervisor, and Euc is the set of
uncontrollable events. Assuming that all the events in E are observable, the supervisor E can
be described by the function
S : L(G) → 2E
such that for each s ∈ L(G)
S(s) ∩ Γ(f(x0,s))
is the set of enabled events the G can execute in its current state f(x0,s). Hence S is said to be
admissible if ∀s ∈ L(G)
Euc ∩ Γ(f(x0,s)) ⊆ S(s)
or in words: S is not allowed to disable a feasible uncontrollable event.
The automaton G supervised by S is named S/G. The language generated by S/G is deﬁned
recursively as:
1. ǫ ∈ L(S/G)
2. [(s ∈ L(S/G) and (sσ ∈ L(G)) and (σ ∈ S(s))] ⇐⇒ [(sσ ∈ L(S/G))]
The language marked by S/G is deﬁned as
Lm(S/G) := L(S/G) ∩ Lm(G).
In the following some theorems to deal with uncontrollability are reported. For the proofs
refer to [18].
Theorem 2.1. Controllability Theorem
Consider a DES G = (X,E,f,Γ,x0) where Euc ⊆ E is the set of uncontrollable events. Let
K ⊆ L(G), where K  = ∅ is the admissible language. Then there exists a supervisor S such that
L(S/G) = K is and only if the controllability condition holds, i.e.
KEuc ∩ L(G) ⊆ K.
Deﬁnition 2.4. Controllability
Let K and M = M be languages over set E. Let Euc be a subset of E. K is said to be
controllable with respect to M and Euc if and only if
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Theorem 2.2. Nonblocking Controllability Theorem
Consider a DES G = (X,E,f,Γ,x0) where Euc ⊆ E is the set of uncontrollable events. Consider
the language K ⊆ Lm(G), where K  = ∅ is the admissible language. Then there exists a
nonblocking supervisor S for G such that Lm(S/G) = K and L(S/G) = K if and only if
1. K is controllable with respect to L(G) and Euc, i.e.
KEuc ∩ L(G) ⊆ K,
2. K is Lm(G)-closed, i.e.
K = K ∩ Lm(G).
Now let assume that language K ⊆ L(G) is controllable, then from controllability theorem
the supervisor S is deﬁned as
S(s) = [Euc ∩ Γ(f(x0,s))] ∪ {σ ∈ Ec : sσ ∈ K}
hence L(S/G) = K. To design the function S consider automaton R = (Y,E,g,ΓR,y0,Y ) which
marks language K. R is trim and Lm(R) = L(R) = K. If R and G are connected by the product
operation, then the result R × G is exactly the required behaviour for S/G:
L(R × G) = L(R) ∩ L(G)
= K ∩ L(G)
= K = L(S/G)
Lm(R × G) = Lm(R) ∩ Lm(G)
= K ∩ Lm(G)
= L(S/G) ∩ Lm(G) = L(S/G).
Since R is deﬁned to have the same event set as G, then R   G = R×G. R is called the standard
realization of S.
If not all the events of G are observable, E can be partitioned as E = Eo ∪ Euo, where Eo is
the set of observable events and Euo is the set of unobservable events. In this case the feedback
loop includes a natural projection P (see [18]) between G and the supervisor S. If the supervisor
cannot distinguish between two strings s1 and s2 that have the same projection the same control
action is performed: SP[P(s1)] = SP[P(s2)]. Hence a partial observation supervisor is deﬁned
as the function SP : P[L(G)] → 2E. This means that the control action can change only after
the occurrence of an observable events, i.e. when P(s) changes. For the unobservability problem
analogous results exist to the ones for the controllability problem. For these results and for
admissibility of SP refer to [18] and reference therein.
2.3 Hybrid Systems
Hybrid systems are frequently used to describe networked systems in a deeper level than DES.
Indeed when the nodes description is also required, hybrid systems are able to cope with both
the discrete and the continuous nature of distributed systems. This is due to the nature of
Hybrid Systems: they are systems in which continuous and discrete dynamics interact. Hence
with the hybrid representation it is possible to describe both the behaviour of the network and
the behaviour of each node.
In this section some techniques for modelling hybrid systems are reported. The fault detection
issues will be addressed in Chapter 4.
As stated in [2] two main modelling frameworks have been established for hybrid systems.
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1. The ﬁrst is based on the extension of continuous dynamics models to represent discrete dy-
namics too. This is achieved by including discrete time and variables to ordinary diﬀerential
equations to describe jumps and switchings. The approaches that follow this strategy are
basically able to deal with complex continuous dynamics and emphasize stability results.
2. A diﬀerent approach is embedded in computer science models and aims at extending the
veriﬁcation methodologies. In particular the methods cast in this framework modify the
discrete dynamics models to deal with continuous dynamics too. These techniques are able
to face with complex discrete dynamics (ﬁnite automata) and emphasize analysis results
(veriﬁcation) and simulation methods.
The right choice of the model and of the class to represent hybrid systems is in general achieved
based on the system property under study, and obviously very application dependent.
One of the ﬁrst attempts to ﬁnd a uniﬁed methodology for modelling hybrid systems has
been presented in [9] in 1998. A classiﬁcation of hybrid phenomena is introduced to better ﬁnd
a common model to represent them. The continuous dynamics of a hybrid system are modelled
by:
˙ x(t) = ξ(t),t ≥ 0 (2.1)
depending on discrete phenomena. Here x(t) is the continuous component of the state, ξ(t) is a
controller vector ﬁeld generally depending on x(t) and on u(t), the continuous component of the
control policy. The discrete phenomena that inﬂuence system 2.1 are:
1. Autonomous Switching: they occur because the vector ﬁeld ξ(t) changes discontinuously,
or switches, when the state x(t) hits certain boundaries.
2. Autonomous Impulses: the continuous state x(t) changes impulsively on hitting prescribed
regions of the state space.
3. Controlled Switching: ξ(t) switches in response to a control command with an associated
cost, implying switches between diﬀerent vector ﬁelds.
4. Controlled Impulses: x(t) jumps in response to a control command with an associated cost.
Based on this classiﬁcation of hybrid phenomena it is possible to deﬁne diﬀerent model for hybrid
systems, as described in [9]. The authors cast all these models in a general description, given by
the Controlled General Hybrid Dynamical System (CGHDS)
Hc = [Q,Σ,A,G,V,C,F]
where
• Q is the set of discrete states;
• Σ = {Σq}q∈Q is the collection of controlled dynamical systems, where Σq = [Xq,Γq,fq,Uq]
is a controlled dynamical systems, Xq is the continuous state space, Γq is the transition
semigroup, fq represents the continuous dynamics and Uq is the set of continuous control;
• A = {Aq}q∈Q,Aq ⊂ Xq, for each q ∈ Q, is the collection of the autonomous jump sets;
• G = {Gq}q∈Q,Gq : Aq × Vq → S is the autonomous jump transition map, parameterized
by the transition control set Vq such that V = {Vq}q∈Q.
• C = {Cq}q∈Q,Cq ⊂ Xq is the set of controlled jump sets;38 CHAPTER 2. LARGE SCALE SYSTEMS
• F = {Fq}q∈Q,Fq : Cq → 2S is the set of controlled jump destination maps.
The above deﬁned system can be represented by an automaton as described in [9]. Hence it can
be considered in between the ﬁrst and the second of the above described frameworks.
Note that the control problem is not referred here, because it is out of the aim of this work.
The interested reader can refer to [3] and reference therein.
2.3.1 A control oriented modelling framework
For the ﬁrst modelling framework, an interesting method has been introduced in [3]. Since
a hierarchical vision of hybrid systems is not always possible, with the continuous dynamics
controlled at lower level and the discrete dynamics supervised at higher level, mixed logical
dynamical (MLD) systems are introduced. These systems are able to model interacting physical
laws, logical rules and operating constraints. Their description is based on propositional calculus
and linear integer programming. A MLD system is given by the equations:
x(t + 1) = Atx(t) + B1tu(t) + B2td(t) + B3tz(t)
y(t) = Ctx(t) + D1tu(t) + D2td(t) + D3tz(t)
E2td(t) + E3tz(t) ≤ E1tu(t) + E4tx(t) + E5t
where t ∈ Z;
x =
 
xc
xl
 
,xc ∈ Rnc,xl ∈ {0,1}nl,n = nc + nl
is the state of the system, whose components are distinguished between continuous xc and binary
xl;
y =
 
yc
yl
 
,yc ∈ Rpc,yl ∈ {0,1}pl,p = pc + pl
is the output vector;
u =
 
uc
ul
 
,uc ∈ Rmc,ul ∈ {0,1}ml,m = mc + ml
is the command input, collecting both continuous commands uc, and binary (on/oﬀ) commands
ul; δ ∈ {0,1}rl and z ∈ Rrc represent respectively auxiliary logical and continuous variables.
These systems are able, with some manipulations, to represent many kinds of diﬀerent sys-
tems: piecewise linear and aﬃne, discrete inputs and qualitative outputs, bilinear systems and
automata.
In [36] the equivalence among diﬀerent classes of hybrid systems is established: mixed logi-
cal dynamical systems, linear complementarity (LC) systems, extended linear complementarity
(ELC) systems, piecewise aﬃne (PWA) systems, and max-min-plus scaling (MMPS) systems.
Each of these classes has its own characteristics in terms of problems that can be solved. PWA
systems are generally used to solve stability problems and to set stability criteria, estimation and
identiﬁcation techniques. MLD systems are usually a good basis to solve control and veriﬁcation
problems. MMPS systems are also used to design control techniques, while LC systems have
been used to test conditions on existence and uniqueness of solutions.
2.3.2 A discrete event modelling framework
More oriented to the second framework is the theory of hybrid automata. They represent a
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to do it without excessive mathematical formalism and notation (see [41]). An autonomous
hybrid automaton is deﬁned as
H = (Q,X,f,Init,D,E,G,R)
where
• Q is a discrete state space;
• X = Rn is a continuous state space;
• f : Q × X → Rn is a vector ﬁeld;
• Init ⊂ Q × X is a set of initial states;
• D : Q → P(X)3 is a domain;
• E ⊂ Q × Q is a set of edges;
• G : E → P(X) is a guard condition;
• R : E × X → P(X) is a reset map.
(q,x) ∈ Q × X is the state of H. The behaviour of a hybrid automaton can be described in
words as: starting from an initial value (q0,x0) ∈ Init, the continuous state x ﬂows according
to the vector ﬁeld f(q0, ), while the discrete state q remains constant as long as x remains
in D(q0); if x reaches a guard G(q0,q1), for some (q0,q1) ∈ E, the discrete state changes to
q1; simultaneously the continuous state resets to some value in R(q0,q1,x); after the discrete
transition, continuous evolution resumes and the whole process is repeated. Hybrid automata
have a visual interpretation as directed graphs with vertices Q and edges E.
Hybrid Input/Output Automata (HIOA) have been described in [50]. A HIOA is given by
HA = (U,X,Y,Σin,Σint,Σout,Θ,D,W)
where:
• U,X,Y are the variables of the system, respectively input, internal and output variables;
they are continuous and their union gives the set of variables V = U
 
X
 
Y ;
• Σin,Σint,Σout are the actions of the system, respectively input, internal and output actions;
they are discrete and their union gives the set of actions Σ = Σin  
Σint  
Σout;
• Θ is the set of initial states;
• D is the set of discrete transitions;
• W is the set of trajectories.
The actions are what in discrete event systems are also called events, i.e. discrete changes in the
system, while the transitions represent the evolution of the discrete state, i.e. when the system
goes from one discrete state to another this means that a transition has occurred. In other
words actions lead to discrete (atomic) transitions from a state to another. In the same way the
variables describe a continuous behavior which is represented by the trajectories of the system.
In this framework an execution of the HIOA is a sequence of trajectories and actions.
3P(X) denotes the power set (set of all subsets) of X.40 CHAPTER 2. LARGE SCALE SYSTEMSChapter 3
Distributed Fault Tolerant Systems
This chapter presents a way of dealing with fault tolerance in distributed systems. At a very high
level of abstraction the system is not analysed following the properties of a particular modelling
formalism. Fault tolerance is then obtained building an architecture of diagnosis and supervision
that is able to cope with the nature of the system. This approach grounds on decentralised
policies to manage fault detection and reconﬁguration at diﬀerent layers in the system.
Note that the presented approach does not introduce any new fault detection and reconﬁg-
uration method. The novelty of the procedure resides in the way the architecture is designed
and in the application of decomposition methods to distributed systems. Another feature of
this procedure is the decision policy: diagnostic signals and reconﬁguration possibilities are sent
throughout the system and analysed at diﬀerent levels to decide if something has occurred.
In the fault detection ﬁeld, centralised methods are usually applied to dynamical systems
and well known in literature. Nevertheless decentralised methods seem to be more suitable for
distributed systems because they follow the nature of these systems, applying the ancient method
of the Roman Senate “divide et impera”. When fault detection and fault tolerance problems are
faced, the decentralisation of the detection task is improving the possibility of stopping the eﬀects
of the fault before they reach a vital part of the system. Moreover if the considered systems are
large and complex, many diﬀerent components are interconnected and the centralised approaches
generally require too much global knowledge, leading to a big computational burden.
Applying a decentralised policy to a distributed system means ﬁnding a way to decompose
the system in its subsystems. This decomposition should lead to a practical architecture able
to enlighten the detectable and reconﬁgurable parts of the system inside an “error”containment
region. The ﬁrst part of the decentralising process should then be dedicated to the modelling
of the system, meaning to ﬁnd an abstraction of the system which can be easily used to apply
fault tolerance methods. An approach in this sense for general distributed systems has been
introduced in [24], where the system is modelled as a collection of components (or agents) taking
the decisions. More related to the diagnostic problem, the method proposed in [59] deals with
large scale discrete event systems (such as telecommunication networks) and highlights how the
decentralised methods are the easiest way to model distributed systems. A somehow diﬀerent
reasoning is presented in [61]: the author presents a way of dealing not only with cooperating
components (which is the usual way distributed systems are described), but also with competing
components. In this way some drawbacks of decentralised systems are also highlighted.
All these methods generally are applied to computer systems, i.e. distributed system where
the nodes are computers. The aim of the approach introduced in Sec. 3.3 is to design a decen-
tralised architecture for the most general kind of distributed system, including computers, but
also devices and operators.
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In this chapter the decomposition methods presented are aimed to design an architecture
for fault tolerance based on the functional description of a given distributed system. To this
aim, in the next section functional and structural decomposition policies are introduced, and an
algorithm to obtain a functional model from a structural one is presented. The algorithm allows
the designer to extrapolate the functions of a system in a unique and procedural way, starting
from the structural properties of the system and has been presented in [16] and in [14]. This
method will be used in section 3.3 to design the fault tolerant architecture (see [6], starting from
the general framework proposed in section 3.2 (ﬁrst publications in this direction have been [10],
[13] and [12]). Finally the procedure is applied to an example with experimental results (see [11]
and [15].
3.1 System Decomposition Policies
At the basis of a decentralised strategy, wether it is for fault tolerance or for any other purpose,
there is the decomposition method used to ﬁnd out or only express the diﬀerent parts of a system.
In particular the decomposition procedure must be able to highlight the diﬀerences among
the parts composing the system, in terms of particular distinguishing features. This is obviously
easier when talking about distributed systems, which, by deﬁnition, are composed by nodes with
diﬀerentiating characteristics, mostly in the way they act on the system global task achievement.
Due to this nature of distributed systems, a decomposition procedure for them should point
out the tasks each node is performing. If the ﬁnal aim of the decomposition procedure is fault
tolerance, the nodes of the system can be further decomposed in order to simplify the fault
management.
To this end in next subsection functional decomposition procedures are presented, which are
able to represent the system in terms of the task accomplished by its composing parts. In the
following subsections it will be also shown how the analysis of the structural properties of a
system can lead to clarify the internal distribution of system tasks.
3.1.1 Functional Abstraction of System Tasks
Functional reasoning has been introduced to cope with the necessity of engineers to deal with
complex systems composed by many interconnected components. Indeed the so called Process
(or Piping) and Instrumentation Diagrams (P&ID) and other block diagram models are used by
process engineers to point out the diﬀerent functional parts of the considered system, in terms
of components of the system itself. This ﬁrst hardware decomposition is then extended with
a software implementation by the concepts established by the standard IEC 61499 (see [46]),
based on the software developed in the previous standard IEC 61131-3. The novelty of this new
standard resides in its ability to deal with distributed (control) systems. Beyond the software
implementation, the theoretical results on which this standard is based are well represented by
other functional methods to highlight the functions of a system, such as functional trees and
Generic Component Models (see [69] and [70]).
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Figure 3.1: Diﬀerent points of view on the meaning of function.3.1. SYSTEM DECOMPOSITION POLICIES 43
The functional analysis is based on the concept of function, or functionality. This concept
is quite general, because it depends on the point of view of the user. In ﬁg. 3.1 a scheme is
reported, representing the diﬀerent names of “function”referred to diﬀerent points of view: from
the controller point of view the function is called objective, and it is related to the aim of the
control law; from the operator point of view the function is represented by a service the system
has to provide to accomplish the task it is demanded; ﬁnally what it called functionality is
the aim for which a certain system/component is assembled to. Abstracting the mathematical
deﬁnition of a function as the equations representing a certain object and the physical deﬁnition
of a function as the results of some physical constraints, a function (or service, or objective,
or functionality) represents the behaviour of the system/subsystem/component to accomplish a
certain desired task. The function then depends generally on the aim for which a certain object
is chosen and on the interconnection with the other components. This immediately recalls the
description of the nodes of distributed systems (see Chapter 2). That is the reason why functional
analysis has been referred to as the most suitable tool for the study of distributed systems and
their characteristics.
Even without forcing a fairly impossible objective deﬁnition of “function”, some speciﬁcations
for the system functional decomposition will be helpful in fully understand how a function can
be detected. The decomposition always depends on the tasks the user wants the system and its
parts to accomplish. Another choice to be made is the level of deepness of the decomposition,
i.e. on how deeply we want the system to be decomposed and in how many parts. At the ground
level there are the functions associated to the components of the system, such as actuators,
sensors, etc. Aggregation of these components leads to higher level components, also called
subsystems, which are meant to perform some tasks related to the ground functions through the
interconnections.
From now on the terms function, functionality, service and objective will be used indiﬀerently
with the above explained meaning.
Functional methods are founded on the concepts of the standard IEC 61499, where the notion
of functional block is introduced to deal with complex distributed control systems. The necessity
to create this standard is due to the increasing use of object oriented languages. In fact it aims
at decomposing the system in its basic functions, represented by functional block which can be
composed to fulﬁl a general purpose. One of the features of this policy is reusability, because
the functional blocks can be collected in libraries and be reused in other applications.
This is obviously a software implementation of the functional concepts. Anyway the same
idea has been exploited to build Generic Component Models (GCM) in a more control oriented
version. This method is used to state a relation between properties on system variables and
services. Assume a given subsystem, which is composed by the interconnection of a set of
components, is in charge of providing some functionality, for example a set of sensors S provides
a set of signals y by which a vector z is estimated. Let the notation O(z/S) stand for the
property “z is observable by the set of sensors S”. O(z/S) is obviously a necessary condition
for the estimation service to exist. For each service σ provided by a subsystem C let z be a
functional of the state and let P be a property such that
P (z/C) =⇒ σ is available.
Let Γ ⊆ C be a subset of components. Let 2C+
be the collection of all subsets of C such that
P (z/Γ) ⇐⇒ Γ ∈ 2C+
.
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Γ ∈ 2C+
, which means that diﬀerent versions σΓ of the service can be designed, using diﬀerent
resources Γ.
Let
N(σ) =
     2C+     
then, there are N(σ) diﬀerent versions, that constitute a set v [σ]. Each version of that set is
able to provide the service σ. Since only one can be run at time t, they must be ranked using
an appropriate procedure (see [69] and [71] for details and comments).
A tool to obtain functional graphs of a system is the Functional Tree (see [1]). The global
function of the system (root of the tree) is expressed in terms of relations with and among sub-
functions. In particular the functional AND tree is a classical representation of services hierarchy.
It is a hierarchical graph where nodes are services, and edges exist between a node σ and its
followers σ′ ∈ F(σ) at the next lower level if and only if the availability of service σ needs - and is
implied by - the availability of all of the services in F(σ). The functional tree represents necessary
and suﬃcient relationships among functionalities, i.e. necessary and suﬃcient conditions for the
properties on the variables to be satisﬁed. For this reason it is a powerful tool for control and
analysis of distributed systems, since it allows the designer to consider the diﬀerent levels of the
tree independently and then exploit the distributed nature of the system, for example controlling
each level independently or for FDI and Fault Tolerance considering the eﬀects of faults at each
level. A top-down analysis of the tree shows the necessary conditions for a higher level property
to be achieved, each level of the tree reports the necessary functionalities for the immediately
higher level functionality to be fulﬁlled. A bottom-up analysis shows the suﬃcient conditions for
a functionality to be reached. Note that in this case for each node σ all its followers σ′ ∈ F(σ)
must be considered, because of the AND operator that applies to them. Designing the functional
tree can therefore be done by starting from the top functionality and ﬁnding all the necessary
conditions for it to be available. These conditions can be very easily linked to properties that
the controlled system must fulﬁll.
Now assume that at time t there is only a subset Γ(t) ⊂ C of healthy components available,
as the consequence of previously occurred faults. The functionality σ is available as long as Γ(t)
contains at least one subset that belongs to 2C+
, i.e. as long as the set of versions v [σ] is not
empty. Let N(σ,t) be the number of versions of σ available at time t (this number is called the
redundancy degree of service σ). Since each node σ in the AND tree represents a service which
at time t can be provided under N(σ,t) versions, the AND functional tree can be replaced by an
AND/OR functional tree, where AND and OR nodes alternate: AND nodes display the lower
level services that are all necessary for a higher level service to be available, and for each service,
an OR node displays the diﬀerent exclusive versions that are available to perform it. This means
that the AND/OR functional tree introduces the redundancy relations between components. For
example if σ1 and σ2 are two nodes of the tree connected with an OR gate to the upper level node
σ′ this means that σ1 and σ2 are two diﬀerent versions of services through which it is possible to
obtain σ′. As a consequence, when faults occur such that version σ1 is no longer available, the
system operation can be continued thank to version σ2.
The Fault Tree is another graphical tool showing the map of loss of functions as a conse-
quence of faulty conditions (see [1], [5]). The fault tree is related to the Functional Tree using
complementarity reasoning. Losses of functions at each level of the tree are seen as caused by
losses of functions at lower levels until the main elementary cause, given by the physical fault,
is reached. The fault tree is generally used to study the possibilities of detection of losses of
functions. The detectable losses of functions are called failure modes.
An example of Functional and Fault Trees and their relation is reported in ﬁg. 3.2 where3.1. SYSTEM DECOMPOSITION POLICIES 45
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Figure 3.2: Functional and fault tree: complementarity.
the complementarity of the design is highlighted. In Sec. 3.3 the use of these tools for failure
diagnosis and reconﬁguration will be shown.
3.1.2 Analysis of System Structural Properties
The structural model of a system is a qualitative representation of its behaviour. This means that
it is objective because it represents the physical constraints that apply to the system components,
and it is also easy to obtain, because it needs no parameter identiﬁcation. Practically the
structural model represents the relations between the system variables imposed by the system
components. These relations are represented through a bi-partite graph, called structural graph,
independent of the constraints and variables nature and of the parameters values. Hence the
structural model of a system represents its structural properties, i.e. those properties which
are independent of the nature of the system variables and their relations and of the parameters
values.
Structural analysis then consists in ﬁnding out the system structural properties, i.e. it resorts
in the study of the structural graph of the system. For this reason ﬁrst a deﬁnition of the
structural graph is stated:
Deﬁnition 3.1. Structural Graph.
The structural graph of a system is a bi-partite graph with two sub-sets of vertices: V set of the
system variables, and C set of the system (static or dynamic) constraints. The set of edges E is
deﬁned by:
(v,c) ∈ E ⊆ V × C ⇐⇒ the variable v is an argument of the constraint c. (3.1)
To any constraint c ∈ C is associated the set V (c) of all the variables such that
ω ∈ V (c) ⇐⇒ (ω,c) ∈ E (3.2)
In the same way to each variable v ∈ V is associated the set C(v) of all the constraints such
that:
γ ∈ C(v) ⇐⇒ (v,γ) ∈ E. (3.3)46 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
Structural graphs are non oriented by deﬁnition, but matchings are used to provide an ori-
entation.
Deﬁnition 3.2. Matching.
A matching M on a bi-partite graph is a subset of E such that
∀(v,c),
 
v′,c′ 
∈ M : v  = v′ ∧ c  = c′. (3.4)
Given a matching M, diﬀerent cases can be distinguished:
1. |M| = min {|V |,|F|}: the matching is complete with respect to the variables (|V | < |F|)
or to the constraints (|V | > |F|) or to both of them (|V | = |F|). A complete matching is
maximal, which means that no matching of larger cardinality exists.
2. |M| < min {|V |,|F|}: the matching is not complete, it may be maximal or not.
Let (v,c) be an edge belonging to a matching: v is called the output of constraint c: v , o(c)
, while V (c)\{v} is the set of its inputs: V (c)\{v} , I(c).
Let {c1,c2,...cq} be a subset of constraints (without repetition) such that
i = 1,2,...q − 1 : o(ci) ∈ I(ci+1) (3.5)
Deﬁnition 3.3. Alternated Chain.
The path c1 − o(c1) − c2 − o(c2) − ... − cq is an alternated chain between constraint c1 and
constraint cq.
Each oriented graph representing a matching has the following property: every existing path
between two variables is an alternated chain.
Deﬁnition 3.4. A loop is a subset of constraints {c1,c2,...cq} such that for any pair (ci,cj)
there is an alternated chain from ci to cj and another one from cj to ci.
There are many methods to eliminate loops from bipartite graphs, such as graphs condensa-
tion. For a complete presentation of these procedure the interested reader can refer to [23]. It
will be seen in next subsection that it is extremely important to eliminate loops in structural
graphs representing system functions if we are interested in the detection of losses of functions.
As stated at the beginning of this subsection, structural analysis aims at the study of struc-
tural properties of a system, and this is obtained using the structural graph. Structural properties
of interest in fault detection and reconﬁguration are
• monitorability (or diagnosability): identiﬁcation of the subset of the system components in
which faults can be detected and isolated,
• analytical redundancy: this property is related to the previous one because it leads to the
possibility to design residual signals (for fault diagnosis) which are robust (i.e. insensi-
tive to disturbances and uncertainties) and structured (i.e. sensitive to certain faults and
insensitive to others),
• reconﬁgurability: capability of ﬁnding alternative paths to the variables of interest in case
of a fault (sensor, actuator or system component failures), in order to still be able to
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Before stating the theory to ﬁnd out if a structural graph has the above mentioned properties,
it is necessary to give some deﬁnitions on the standard structural properties. From def. 3.2 and
3.3, the following notion of reachability is obtained:
Deﬁnition 3.5. Reachability.
A variable v2 is reachable from a variable v1 iﬀ there exists an alternated chain from v1 to v2. A
variable v2 is reachable from a subset χ ⊆ V \{v2} iﬀ there exists v1 ∈ χ such that v2 is reachable
from v1. A subset of variables V2 is reachable from a subset of variables V1 iﬀ any variable of V2
is reachable from V1.
Recalling the bi-partite graph theory, it is possible to divide the structural graph of a system
S = (C,V ) in three subgraphs representing three subsystems:
• S+ = (C+,V +) is called the over-constrained system,
• S0 = (C0,V + ∪ V 0) is called the just-constrained systems,
• S− = (C−,V + ∪ V 0 ∪ V −) is called the under-constrained system;
where
• (C−,C0,C+) are a partition of C,
• (V −,V 0,V +) are a partition of V ,
• (C+,V +) is a over-constrained graph, i.e. there exists a complete matching on the variables
V + but not on the constraints C+,
• (C0,V 0) is a just-constrained graph, i.e. there exists a complete matching on the variables
V 0 and on the constraints C0,
• (C−,V −) is a under-constrained graph, i.e. there exists a complete matching on the con-
straints C− but not on the variables V −.
The over-constrained (resp. the just-constrained) subsystem is called causal iﬀ all the variables
V + (resp. V 0) can be matched without introducing any diﬀerential loop, i.e. a loop of the kind:
vl = gl(xl,xe,u)
vl = d
dtxl
where the subscript l deﬁnes the items in the loop and the subscript e deﬁnes the external
(known) items.
System variables V are decomposed into known and unknown ones: V = K ∪ X. Known
variables K can be sensor outputs, reference inputs, controllers and observers outputs. Observ-
ability of a system is related to the possibility of computing the values of the unknown variables
using the known ones. Then if the set of constraints C is decomposed in:
CK = {c ∈ C : V (c) ∩ X = ∅}
CX = {c ∈ C : V (c) ∩ X  = ∅}
the analysis of observability refers only to the subgraph < CX,X,EX > with canonical decom-
position given by:
S+ = (C+
X,X+)
S0 = (C0
X,X+ ∪ X0)
S− = (C−
X,X+ ∪ X0 ∪ X−).
(3.6)
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Theorem 3.1. Structural Observability.
A necessary and suﬃcient condition for a system with canonical decomposition 3.6 to be struc-
turally observable is that, under derivative causality:
• all the unknown variables are reachable from the known ones,
• the over-constrained and the just-constrained subsystems are causal,
• the under-constrained subsystem is empty.
In the structural graph this is represented through estimation subgraphs, i.e. sets of
alternated chains relating the target variable (for which observability is inquired) to the set of
the known ones, meaning that no non-observable variable acts as input in any constraint of this
graph.
From the notion of observability it comes the property of monitorability (or diagnosability).
A system is monitorable if it can be determined (starting from the known variables) even
when the constraints are not all satisﬁed. Monitorability is strictly related to the possibility
of designing Analytical Redundancy Relations (ARRs) starting from the constraints of the
system, i.e. if there are some constraints relating the time evolution of known variables in nominal
operating conditions. The fault detection procedure checks if the ARRs are satisﬁed or not, if
not then a fault has occurred. Indeed in structural analysis a fault is deﬁned as a change in some
constraints. From that the following deﬁnition is derived:
Deﬁnition 3.6. Structurally Monitorable Subsystem.
The structurally monitorable part of a system is the subset of constraints for which there exists
ARRs structurally sensitive to their changes.
A theorem to detect if a fault is monitorable is then:
Theorem 3.2. Monitorability.
Two equivalent necessary conditions for a fault ϕ to be monitorable are:
1. Xϕ = V (ϕ) ∩ X is structurally observable (i.e. Xϕ ⊆ Xobs) in the system (C \ {ϕ},V ),
2. ϕ belongs to the structurally observable over-constrained part of the system (C,V ).
Depending on the considered system, there are diﬀerent deﬁnition of controllability, i.e. the
possibility of ﬁnding control (unknown input variables) able to let the system variables achieve
some desired values.
An interesting theorem can be derived for a system of the kind:
˙ x = f(x,u,t)
˙ x = d
dtx
where f is linear, ˙ x is known, x, u are unknown.
Theorem 3.3. Structural Controllability for Linear Continuous Systems.
Necessary and suﬃcient conditions for the above system to be structurally controllable is that:
• K is reachable from the inputs,
• the canonical decomposition of < CX,X,EX > contains no over-constrained subsystem.3.1. SYSTEM DECOMPOSITION POLICIES 49
In the structural graphs controllability is analysed using control subgraphs, i.e. sets of
alternated chains relating the target variable (for which controllability is enquired) and the set
of the inputs.
From a fault tolerant point of view, these properties can be used to decide the strategy to
follow to reconﬁgure a system after a fault. In case the fault does not change the structure of
the systems, i.e. the change its occurrence provokes to a constraint can be detected, isolate and
estimated (which means that the system is still known), the observability and controllability
properties remain the same. This strategy is called fault accommodation and is based on the
design of “good” residual signals.
If the fault changes the structure of the system, i.e. the changes in the constraints can
only be detected and isolated, the structural properties of the system obviously change. The
problem is now to decide if the system is reconﬁgurable. In other words, the analysis of the
reconﬁgurability of a the control scheme resides in the decision on the observability and/or
controllability of a target variable if some components are lost, i.e. some vertices and the related
edges are removed from the structural graph. The target variable is observable (controllable)
if at least one estimation (control) subgraph with the same target is still in the graph when
these vertices are removed. This reminds to the computation of these subgraphs, meaning to the
computation of redundancy degrees in the system.
Deﬁnition 3.7. Redundancy Degree.
The estimation (control) redundancy degree of an observable variable x w.r.t. a fault ϕ is the
number of estimation (control) subgraphs with target x not aﬀected by ϕ.
The redundancy degree can be used as a measure of reconﬁgurability of the estimation or
control problem.
A deeper insight on structural analysis is presented in [5] and references therein, while the
application of structural analysis to FDI and FTC is studied in [67], [31] and [32].
3.1.3 From Structural Analysis to Functional Representation
In the following an algorithm to cast structural graphs in functional trees is introduced. The
concept has been presented in [16].
Starting from the objective structural graph introduced in previous section, the functional
representation of a system can be obtained in a procedural way. Indeed a connection between
the functional and the structural representation of the system can be stated. This basically relies
on the assumption that system components have been selected or designed so as to fulﬁll some
given functional goals, which can be translated into properties that some system variables must
satisfy. Indeed the system performs a given function φn by providing one of its variables, say v,
with a given property Pn(v) (e.g. v is wanted to track a speciﬁc reference trajectory). Therefore,
it is advisable to exploit of the structural model to automatically derive functional trees from
the system structural graph.
In this subsection with the word system both the whole distributed system and its nodes
(subsystems) will be referred, while the strategy to design the functional trees and the structural
graphs is the same. Nevertheless it has to be pointed out that for each structural graph there
can be many diﬀerent main functions and each of them can be considered as a root of a tree.
With the same policy used to build estimation and control graphs (see previous subsection), it
is necessary to choose a target variable representing the main function the system has to achieve.
This variable, or better the property associated to it, will be the root of the functional tree.
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etc.), some variables in the graph will be known because measured. Generally these variables
are the inputs and outputs of the system, meaning variables associated with sensors outputs and
control variables, i.e. outputs of the control laws. These considerations are the basis to design
the functional tree in order to decide the root of the tree and to ﬁnd a path in the structural
graph from the known variables to this target. The known variables will then be the leaves of
the tree, i.e. the ground functions.
Using the notation introduced in previous subsection, consider the set C(v) of all the con-
straints in which v is present. Then v could be matched in any of these constraints:
v = ∨c∈C(v)o(c). (3.7)
Now, if v is matched in constraint c ∈ C(v), then for v to exhibit the property Pn(v) it is
necessary that the subset of variables I(c), which are inputs of constraint c, exhibit some (other)
property, say Pn−1. This can be expressed as
∀w ∈ I(c) : Pn(v) ⇒ Pn−1(w). (3.8)
From Def. 3.2 and eq. (3.8) it comes straightforward that the orientation induced by the
matching has a causal interpretation when associating functional properties to the variables.
Indeed causality is given by the necessity of some properties to be satisﬁed for the satisfaction of
other properties in matched variables. This causal behaviour gives exactly the relations among
diﬀerent functions represented by the functional tree. For this reason a tree having variable v,
i.e. its property Pn(v), as root has then the following properties:
• v is connected with all constraints c ∈ C(v) by an OR node: property Pn(v) can be obtained
by a causal link associated with any matching of the set described by (3.7),
• each constraint c ∈ C(v) is connected to its input variables I(c) (if more than one) by an
AND node: the output v = o(c) can have property Pn only if all the variables I(c) exhibit
property Pn−1.
To write an algorithm starting from the above stated considerations it is ﬁrst necessary to
choose in the structural graph a root variable representing the main property the system must
achieve. Then to detect all the measure and control variables and ﬁnd all possible matchings in
which these variables are not matched (leaves of the tree).
Starting from the root variable the algorithm can be written in pseudo-code as in Algorithm
1.
Algorithm 1 From Structural Graph to Functional Tree
while There are constraints available for matching do
for all variables z at level k do
associate an OR node which concentrates all constraints available for matching in C(z)
for all constraints γ ∈ C(z) do
associate an AND node which concentrates all variables V (γ)\z.
end for
end for
end while
Level k + 1 is built on all variables that are concentrated by AND nodes.
The procedure ends when the non-matched variables are reached. Note that constraints
available for matching are all constraints except those already used at higher levels.3.1. SYSTEM DECOMPOSITION POLICIES 51
The functional tree designed in this way has the same properties of the structural graph.
In particular the analysis of the structural graph can lead to the same results in the functional
trees. This can be exploited for fault detection and reconﬁguration purposes. Detectable and
reconﬁgurable functions in the fault tree are related to monitorablity and reconﬁgurability of the
corresponding variables. Using the deﬁnitions and theorems stated in the previous subsection,
diagnosable and/or reconﬁgurable variables are found in the structural graph, then the properties
on these variables, namely the corresponding functions in the obtained tree, are diagnosable
(meaning that the loss of the function associate of a diagnosable variable is detectable) and/or
reconﬁgurable (meaning that if the function is lost, it is possible to use the other functions to
achieve again the main function or a degraded version of it). In Sec. 3.3 it will be shown how to
use these considerations to decompose the fault detection and reconﬁguration tasks following a
functional decomposition.
The following example explains how the above introduced procedure works.
Example 3.1. The tank system
Consider the tank system represented in ﬁg. 3.3. The system is controlled via an actuator acting
on the throttling of the valve on the pipe providing the input ﬂow. It has also a redundant actu-
ator (with the corresponding valve and pipe) which is supposed not to act in nominal conditions
but it can be used to reconﬁgure the system in case the nominal actuator fails. The system is
also controlled by an actuator acting on the valve of the output pipe.
qi(t)
qo(t)
h(t)
u(t)
u′(t)
uo(t)
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Its behaviour model is given by:
Tank c1 : ˙ h(t) = qi(t) − qo(t)
Input valve c2 : qi(t) = αu(t)
Input valve c2′ : qi(t) = αu′(t)
Output pipe c3 : qo(t) = k(t)
 
h(t)
Level sensor c4 : y(t) = h(t)
Control algorithm c5 : u(t) = f(y)
Control algorithm c5′ : u′(t) = f(y)
Derivative constraint c6 : ˙ h(t) =
dh(t)
dt
Output valve c7 : k(t) = βuo(t)
Output control c8 : uo(t) = fo(y)
(3.9)
where u, u′ and uo are the actuators outputs, h denotes the liquid level, qi and qo the ﬂow into
or out of the tank, while α and β are the valves constants. Each component introduces one
constraint. The extra constraint c6 expresses the fact that ˙ h(t) is the derivative of the level
h(t); we suppose to know initial conditions, so it is always possible to know ˙ h(t) from h(t) and
viceversa.
The structural graph of the tank system described by model (3.9) is depicted in ﬁg. 3.4.
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Figure 3.4: Structural graph of the tank system.
After graph condensation (see [23]) to eliminate the physical loop ˙ h, h, qo it is possible to
build some possible matchings for system (3.9). They are reported in tables 3.1, 3.2 and 3.3.
Note that some constraints are not matched, and therefore the matchings are neither maximal
nor complete with respect to the variables or the constraints.
The above introduced procedure to design a functional tree starting from the structural graph
of the system is now applied to system (3.9). The main functionality of the system is to make
level h reach a certain value h0. Variable h is chosen as root but due to the loop condensation3.1. SYSTEM DECOMPOSITION POLICIES 53
Table 3.1: A possible matching (I) for (3.9).
(˙ h, h, qo) y u u′ qi uo k
(c1, c3, c6)   1 1 1
c2 1   1
c′
2 1 1
c4 1 1
c5 1 1
c′
5 1 1
c7 1   1
c8 1 1
Table 3.2: A possible matching (II) for (3.9).
(˙ h, h, qo) y u u′ qi uo k
(c1, c3, c6)   1 1 1
c2 1 1
c′
2 1   1
c4 1 1
c5 1 1
c′
5 1 1
c7 1   1
c8 1 1
Table 3.3: A possible matching (III) for (3.9).
(˙ h, h, qo) y u u′ qi uo k
(c1, c3, c6) 1 1 1
c2 1   1
c′
2 1 1
c4   1 1
c5 1 1
c′
5 1 1
c7 1   1
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Figure 3.5: The tank functional trees.
knowing the level h is equivalent to the knowledge of its derivative and to the knowledge of the
output ﬂow qo, this means that the functionality will be the same. Starting from the matchings
in tables 3.1, 3.2 and 3.3 and following the procedure algorithm, the tree represented in ﬁg. 3.5 is
obtained. It is possible to see that the two redundant actuator variables are related to the upper
level variable with an OR gate. Moreover an analytical redundancy is presented here, because
the knowledge of the main functionality can be achieved through the measure of the level. But
both the knowledge of the inﬂow and of the output actuator are needed, which is the meaning
of the AND gate.
3.2 A Modular Hierarchical Architecture for Distributed Systems
The three-layers modular architecture for fault tolerant control of distributed systems devel-
oped in the framework of the European Project IFATIS (Intelligent Fault Tolerant Control in
Integrated Systems, IST-2001-32122) is sketched in ﬁg.3.6 (see ... for a complete description).
Following the distributed nature of the considered system the architecture relies on a ﬁrst
decomposition of the system itself based on a functional criterion (as presented in subsection
3.1.1). The system is then divided into partial processes, representing the diﬀerent nodes of the
distributed system (see Sec.... ).
The main function associated to each partial process can be:
• a control function: if the main objective of the partial process is control.
• a measurement function: if the main objective of the partial process is measure.
The partial processes in their turn are represented using a two-layers architecture: a physical
level, the plant, and a control/supervisor level, called Fault Tolerant Control or Measurement
(FTC/M) Module. The FTC/M modules, as the name says, have the aim of achieving control
(measure) of the plant in a fault tolerant way, i.e. producing some diagnostic signals and re-
conﬁguration policies to recover the task of the process in case of fault. A set of operational
modes can be associated to each partial process, some of them are nominal, some other represent3.2. A MODULAR HIERARCHICAL ARCHITECTURE FOR DISTRIBUTED SYSTEMS 55
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Figure 3.6: IFATIS architecture.
reconﬁguration possibilities after a fault occurrence. These modes are called Working Modes
(WM) and are decided by the FTC/M modules.
The resource units laying at the lower level in ﬁg. 3.6 represent physical/logical resources
needing dedicated diagnosis. These resources are particularly important for the system and their
loss can lead to the loss of a basic function for the achievement of the main task. For this
reason they have dedicated diagnostics and generally they are duplicated to obtain hardware
redundancy.
The higher level of the architecture is represented by the Global Resource and Reconﬁguration
Manager (GRRM). Its aim is to generally supervise the whole system. Having a global knowledge
of the system, this supervisor can validate the WM changing requests given by the lower levels,
if these involve more than one partial process reconﬁguration, resources reallocation or contrasts
in diﬀerent partial process supervisors decisions. The GRRM also manages reconﬁguration for
resource faults and is an interface with the external world, i.e. with the human operator. In
other words, the requests of WM changes raised by the local modules must be elaborated at
system level, taking into account global resources and global objectives, before really actuating
the control reconﬁguration. This task is done at the higher level of the architecture by the
GRRM.
In a general framework the tasks demanded from a supervisor are represented in ﬁg. 3.7.
The Fault Detection and Isolation (FDI) unit provides, on the basis of the diﬀerent diagnostic
(residual) signals, an estimation of the failure mode observed in a speciﬁc process/sub-process.
The failure mode estimation is then processed by the Event Generator (EG) unit whose aim is
to raise requests of working mode changes to react to the presence of determined faults. Finally
the requests of WM changes must be managed by a decision logic unit (DLU) able to validate
the WM changes requests according to speciﬁcations on the part of the system it supervises.
In the above description of the diﬀerent levels of the supervisory architecture we ﬁnd this
kind of supervisor in each FTC/M module and in the GRRM, with the only diﬀerence that the
GRRM has no diagnostic part because all the diagnostics are done at the lower levels. This
is due to the fact that the diagnosis involves only the failure modes that can be detected and
isolated at the lower levels, without need of a global process vision, given a well posed functional56 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
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Figure 3.7: Supervisor structure.
decomposition of the system. Nevertheless all the diagnostic signals are sent to the GRRM to
be processed by its supervisor to give the ﬁnal decision on the reconﬁguration policy.
The FDI unit embeds the diagnostic task, i.e. it is the part of the supervisor able to give a
response on the possible fault occurrence. From a functional point of view the FDI unit does not
give an estimate of the physical fault, but it produces an estimate of the lost function (failure
mode). The output of the FDI unit is then a signal embedding the estimate of the failure mode
and possibly a reliability index (for reliability analysis the reader is referred to [4] for a general
framework and [7] for the application to distributed systems).
The output of the FDI unit is then processed by the EG unit. Its task is to validate the
signal raised by the FDI unit. This task is accomplished using the information contained in
speciﬁcations on performance requirements, resource needs and process objectives. Moreover the
EG unit receives all the signals raised by the diﬀerent FDI unit of the process and has to decide
which is the more reliable to be occurred. The EG, knowing the actual WM of the system,
decides the reconﬁguration strategy. The decision is taken according to some “optimal”policy
(see as an example [33] and [34]). In its simplest version the EG unit can be a look-up table
designed to respect the above mentioned speciﬁcations.
The output of the EG is an activating signal, i.e. it is the signal which will be used by the
DLU to activate the next working mode. The DLU represents the possibilities of reconﬁguration
for a particular function/process. This means that all the possible successive working modes
after the loss of a function are embedded in the DLU. In this sense the DL can be modeled using
the Discrete Event Systems (DES) methods. Using the supervisory theory of DES (see [18]) the
DLU of a certain function/process is the automaton modeling the speciﬁcations for supervising
the function/process. This means that a DES model of the function/process itself is needed.
The design of the decision logic unit is then performed in two steps: ﬁrst the function/process
is modeled as a DES, then the supervisory speciﬁcations for this function/process are designed.
The diﬀerent roles and tasks of the supervisor will be better explained in next section, where
a method to obtain a decentralisation of the supervisor tasks is introduced.3.3. DISTRIBUTED DIAGNOSIS AND SUPERVISION 57
3.3 Distributed Diagnosis and Supervision
Following the same functional criterion used to build the architecture presented in the previous
section, it is possible to ﬁnd a hierarchical decomposition in each FTC/M module. This decom-
position is motivated by the necessity of supervising very complex systems, for which nodes are
still complex systems.
A further decomposition in sub-functions inside each node lead to a modular structure for
diagnosis and reconﬁguration. In this section the procedure to achieve fault detection and recon-
ﬁguration throughout the architecture is presented, replicating the diﬀerent tasks (units in ﬁg.
3.7) of the supervisor at diﬀerent levels. First the diagnostic task is performed at lower level,
using the fault tree to decompose the system following the losses of functions, and the structural
policies to establish the detectable functions, i.e. failure modes. At this ﬁrst level the diagnostic
signals are produced and their interpretation is given. The second step of the procedure gives
the reconﬁguration suggestions. At lower level the functional tree is used to decompose the
system in functions and, always using structural considerations, the reconﬁgurable functions are
detected. The reconﬁguration policies suggested at lower level must be validated by the higher
level supervisor. The real logic behind the working modes switching is realised using a discrete
event representation.
The procedure introduced in this section is based on the work presented in [6].
3.3.1 Lower Level Diagnosis
Each partial process represents a main function of the system, i.e. it represents a node of the
distributed system. This means that for each partial process it is possible to build a functional
tree and its associated fault tree. Fault trees, as described in Sec. 3.1, introduce the new concept
of failure, i.e. of eﬀect of the fault in the functions of the system. While each node represents
a loss of a function, the fault tree of a system is a tool for detection of the losses of functions
at diﬀerent levels. Having deﬁned failure modes as the detectable losses of functionalities, the
procedure presented in Subsection 3.1.3 is useful to establish the failure modes in the fault tree.
After their generation with the help of structural considerations, the residual signals can be
associated to the failure modes they are able to detect.
In a graphical representation, some residual signals are related to the nodes of the fault trees
representing the failure modes detectable using them. This step leads to the identiﬁcation of a
hierarchy in the residual evaluation algorithm of the FDI unit. A nested interpretation can be
given to the overall residual matrix, i.e. the residual matrix can be obtained by nesting diﬀerent
residual matrices related to diﬀerent levels of the fault tree. Using the residual matrices it is
possible to perform the detection of a loss of function and the isolation of the failure mode closer
to the physical faults (graphically represented by the leaves of the tree). There are two possible
directions of interpretation of the residual matrix obtained in this way. Following a bottom-up
analysis of the tree with the associated residual signals and matrices, the identiﬁcation of the
failure modes can be performed. The physical fault identiﬁcation is performed via a top-down
analysis, using the residual matrices associated to each failure mode, i.e. a deeper analysis of the
residual matrices associated to each failure mode can be used to specify to which physical fault(s)
the failure is due. This information can be used by the EG to choose the optimal reconﬁguration
policy if based on the combinations of faults (see next subsection). Using this method it is possible
to decentralise the diagnosis for complex systems, composed by a big number of functions.
As stated in Sec. 3.2 in ﬁg. 3.7 detection and isolation is performed by the FDI unit. With
the above presented procedure each detectable loss of function introduces an associated FDI58 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
unit. Referring to ﬁg. 3.6 the signal produced by the FDI unit is the estimation of the occurred
failure mode, or a list of possibly occurred failure modes with associated reliability measures.
The following example can be useful to better understand the above procedure and its ad-
vantages for distributed fault detection and isolation.
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Figure 3.8: Example 3.2: fault tree and nested residual matrices.
Example 3.2. Consider the fault tree in ﬁg. 3.8. Suppose it represents the fault tree of a
partial process in a wider distributed system. Suppose also that using the procedure explained
in Subsection 3.1.3 the only three detectable losses of function are the main one, function 1 and
function 4. Their losses are detected using residuals r1, r2, r3. In ﬁg. 3.8 each residual in
associated to the failure mode it is supposed to detect. The overall residual matrix R can be
thought as given by the composition of three sub-matrices related to the three failure modes. In
fact matrix R1 is able to detect failure mode FM4. Then matrix R2, able to detect failure mode
FM1, expresses the relationship between the residual signals available at that level (r1 and r2)
and the failure modes below FM1. It is possible to see how matrix R1 is nested in R2. The ﬁnal
residual matrix R3 = R, related to the failure mode FM0 and yielding the relationship between
all the residual signals at the top level and all the failure modes below, embeds the matrix R2.
In this respect the whole residual matrix can be designed through a bottom-up procedure by
inspection of the fault tree.
To explain how this interpretation can be used supposed that FM1 is occurred. This means
that r2 is raised. Then the FDI unit associated to FM1 sends a signal to the EG to say that the
function has failed. Now if the EG needs to know to which physical fault between f1 and f2 the
failure is due, the analysis of the residual matrix R2 of FM1 must be performed, looking at the
nested residual matrix R1 of FM4. If R1 says that even FM4 has occurred then the failure of
function 1 is due to fault f2.
This example is obviously very simple, because in the case above described the fault f2 will
lead both to the loss of FM1 and FM4 so both FDI units of the respective functions will send
a signal. Moreover in this example multiple faults are not considered. Nevertheless it is easy to
extend this policy to more complex systems, decentralising the ﬁrst decision on the failure mode
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3.3.2 Lower Level Supervision
The diagnostic results produced by the FDI units at lower level are then processed by the
supervisory units at the same FTC/M level. Even for supervision it is possible to ﬁnd a hierarchy
inside each node. To this end the graphical description given by the functional tree can be used.
Deﬁne Reconﬁgurable Functions those functions in the functional tree on which the designer
has some degree of controllability. The decomposition is based on the capability of ﬁnding the
reconﬁgurable functions starting from the knowledge of the system in a procedural way.
Nevertheless identiﬁcation of reconﬁgurable functions is, in general, strongly application de-
pendent. As presented in Sec. 3.1.3 it is possible to use structural analysis to identify over-
constrained controlled variables and relate these results to the functional tree.
For each reconﬁgurable function a set of possible working modes is established. In this
framework they aim at reconﬁguring the lost function to achieve again the same or degraded
performances, depending on the severity of the failure. The working modes then represent
diﬀerent behaviours of the whole system, obtained reconﬁguring the lost function with some
methods (see [5] for an excursus on reconﬁguration techniques).
Following the same idea of the diagnostic procedure, it is possible to associate a set of
WMs to each reconﬁgurable function in the functional tree. This is the set of all the possible
reconﬁguration actions in case the function is lost. As done for detection, each reconﬁgurable
loss of function introduces a decision logic unit. Inside this unit a logic graph representing all
the possibilities of reconﬁgurations activates the working mode decided by the event generator.
While the EG takes the decision on the policy to follow after a failure of one of the functions
of the process, each partial process as a whole has its own event generator. The event generator
receives the information on the possibly occurred failure and decides the counteraction following
some optimal policy. This means that the EG receives all the signals from the FDI units of
the partial process and decides which failure has occurred. The signal produced by the event
generator is then input of the decision logic unit. The event generator task cannot be distributed
because it needs the complete knowledge of the process to take an optimal decision, which indeed
depends on the collective behaviour of the diﬀerent functions composing the partial process itself.
The event generator sends down to the diﬀerent levels of the partial process the reconﬁguration
signal decided with its optimal policy. This signal activates one of the possibilities of one of the
decision logic units. This decision has to be conﬁrmed by the higher level supervisor embedded
in the GRRM, then the signal produced by the EG is also sent to the GRRM.
The right decision logic unit receives the signal from the EG which activates one of the
reconﬁguration possibilities. To this end the DLU is modelled using a state machine, a tool able
to represent the switching possibilities between the diﬀerent working modes and the external
signals. Using the theory of discrete event systems (see [18]) the automaton inside each DLU
gives the speciﬁcation description for the process to be supervised. Introducing some notation,
deﬁne:
• WM0i
j the nominal working mode(s) state of the j-th reconﬁgurable function in the i-th
partial process;
• WMki
j the k-th reconﬁgured working mode state of the j-th reconﬁgurable function in the
i-th partial process;
• Fi
j the faulty state representing the loss of j-th reconﬁgurable function in the i-th partial
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• wmki
j the controllable event by which the supervisor reconﬁgure the j-th function in the
i-th partial process by forcing the k-th working mode;
• wm0i
j the controllable event by which the supervisor resets the j-th function in the i-th
partial process at its nominal working mode;
• fi
j is the non-controllable but observable (because of diagnosis) event occurring in case the
j-th reconﬁgurable function in the i − th partial process is lost due to the occurrence of a
failure;
• ai
jk is the controllable event used by the EG to activate the k-th WM in the supervisor of
the j-th reconﬁgurable function in the i-th partial process;
• Gi
j denotes the automaton modelling the behaviour of the j-th reconﬁgurable function in
the i-th partial process;
• Hi
j denotes the automaton modeling the reconﬁguration speciﬁcations behind the j-th
reconﬁgurable functionality in the i-th partial process;
• Ki
j denotes the automaton modeling the controlled behavior linked to the j-th reconﬁg-
urable functionality in the i-th partial process.
The design of the DLU basically comprises in the design of the automaton representing the
speciﬁcations for each reconﬁgurable function.
The automaton Gi
j of each function j of the partial process i is designed following some
basic guidelines: starting from the nominal WM(s) WM0i
j the occurrence of the failure event fi
j
activates the faulty state Fi
j; the events ai
jk leave the automaton in state Fi
j; through the events
wmki
j the automaton moves then to the reconﬁgured states WMki
j; ﬁnally using the events
wm0i
j the system is moved back to the nominal state(s).
The automata representing the DLUs are then designed starting from Gi
j. The states lose
their meaning, because the speciﬁcations are given on the strings of events: after event fi
j, the
activating event ai
jk allows the event wmki
j to occur. After that the partial process will be in
working mode WMki
j.
This way of designing the speciﬁcations in the DLU considers the possibility of a failure to
be due to diﬀerent combinations of physical faults, so that diﬀerent reconﬁgurations are possible.
The EG then decides which combination is more likely occurred and raises the corresponding
activating signal (as explained in the previous subsection with the use of residual matrices).
The procedure is again better clariﬁed by the following example.
Example 3.3. Referring to example 3.2, in ﬁg. 3.9 the functional tree referring to the fault tree
in ﬁg. 3.8 is reported. The reconﬁgurable functions are in this case function 3, function 1 and the
main function. To each reconﬁgurable function a set of WMs is associated. Now suppose that to
the reconﬁgurable function 1 three working modes are associated: WM11
1, WM21
1 and WM31
1.
Then the automaton describing the behaviour of function 1 is represented in ﬁg. 3.10(a) where
WM01
1 is the nominal working mode and a1
1h,h ∈ 1,2,3 are the activating events for the three
working modes. Note that for the sake of simplicity here the resetting event wm01
1 has been
omitted. The speciﬁcations for the DL are then: if a1
1k is active then working mode WMk1
1 must
be forced. These speciﬁcations are represented by the automaton of ﬁg. 3.10(b). One possible
choice for the event generator of the process in this case is to check what combination of faults
is occurred: if fault f1 is occurred then the EG raises event a1
11, if fault f2 is occurred then the3.3. DISTRIBUTED DIAGNOSIS AND SUPERVISION 61
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EG raises event a1
12, if both faults f1 and f2 are occurred then the EG raises event a1
13. The EG
can use the strategy presented in Example 3.2 to decide what fault has occurred.
It is worth noting that the signals for failure detection are sent from the bottom of the
architecture to the higher level, whereas the signals for function reconﬁguration go from the top of
the architecture down to the diﬀerent layers of the system. This follows the standard principles of
fault tolerance, because fault detection has to be performed ﬁrst and can be achieved even at local
level, while the decision on the reconﬁguration strategy needs ﬁrst an estimate of the occurred
failure and then a complete knowledge of the propagation of the failure eﬀect on the other parts
of the system. For this reason the reconﬁguration strategy here proposed is distributed in the
way the reconﬁgurable functions are detected and introduces a tool to represent the possible
reconﬁgured working modes at local level, but the ﬁnal decision has always to be delegated to a
supervisor with a broader vision of the process.
3.3.3 Higher Level Supervision
At higher level the reconﬁguration part of the supervisor (event generator and decision logic)
is replied. The GRRM, as described in Sec. 3.2, aims basically at validating the WM request
changes issued by the local supervisors and at managing the resource faults and reallocation.
To this end the event generator in the GRRM has to take into account some general require-
ments for the decision logic unit.
Processes allocation. Oﬀ-line planning on how the working modes of the diﬀerent processes
can be allocated on the available resources, depending on the resource needs of the WMs.
Working Modes overlapping. While the GRRM has the possibility to check the consistency
of the working modes raised by local supervisors, it can inhibit the request of working mode
change in case of conﬂict.
Working Modes Hierarchy. In case of limited resources (due to resources faults or heavy
reconﬁguration policies) a hierarchy among the WMs of the diﬀerent sub-processes has to
be established. This hierarchy depends on the urgency of the reconﬁguration and it is only
known by the GRRM because of its global view.
External signals. Some reconﬁguration actions can be imposed by external (human operator)
requirement represented by signals sent to the GRRM which is the interface with the
external world.
The GRRM needs also to interface with the lower level logic. For this reason the decision logic
is always represented as an automaton giving the speciﬁcation for the supervision of the system.
The ﬁrst step is then the design of the automaton representing the whole system. This au-
tomaton will include all the automata of the partial processes and the automata of the resources.
To build the automaton Gi of each partial process i, the automata Gi
j of each function
j are composed using parallel composition. The same applies for the automaton Hi give by
the parallel composition of all the automata Hi
j,∀j. Finally automaton Ki representing the
controlled behaviour of the i-th partial process is obtained as parallel composition of Gi and Hi.
The automata of the resources are designed using the following notation:
• Iℓ represents the idle condition state for the ℓ-th physical resource;
• Bℓ represents the busy condition state for the ℓ-th physical resource;3.3. DISTRIBUTED DIAGNOSIS AND SUPERVISION 63
• SBℓ represents the standby state for the ℓ-th physical resource;
• Fℓ represents the faulty state for the ℓ-th physical resource;
• SBi
ℓ represents the standby state for the i-th partial process over the ℓ-th physical resource;
• sbℓ is the controllable and observable event used by the GRRM to force in standby the ℓ-th
physical resource;
• onℓ is the controllable and observable event used by the GRRM to turn on the ℓ-th physical
resource;
• fℓ is the non-controllable but observable resource fault event arising whenever the local
resource monitor detects a fault in the ℓ-th physical resource;
• Rℓ denotes the automaton modelling the uncontrolled behavior of the ℓ-th physical resource.
The automaton of a resource is generally designed in this way: the resource is nominally
in standby state SBℓ; the turn-on event onℓ brings the resource in the idle state Iℓ; through
the working mode events wmki
j (raised by the partial processes DLUs) the resource moves to
the busy state Bℓ, which can be split in more states if it is necessary to distinguish between
diﬀerent allocations; the fault event fℓ brings the resource in state Fℓ, depending from the fault
description it can occur when the resource is idle or when it is busy; ﬁnally event sbℓ turns the
resource oﬀ to state SBℓ.
Once the resources automata are built the behaviour of each partial process has to be pro-
jected on the resources where it can be allocated. This is done simply taking into account the
possibility of putting the process in standby on one resource and reallocating it to another one.
The automaton representing the allocation of the i-th partial process on the ℓ-th resource is
called Ki/ℓ. Finally all the automata representing the resources and the partial processes on
the resources are composed using parallel composition to build the automaton G modelling the
uncontrolled behavior of the system. On this automaton the speciﬁcations H are designed to
build the controlled behaviour K of the whole system, given by the parallel composition of H
and G.
The following steps summarize the algorithm to design the GRRM decision logic unit.
Step 1: Modelling images of partial processes on the resources. Aim of this step is to model
replica of the automaton Ki associated to a partial process according to the allocation
speciﬁcations. If a partial process i can be allocated on a resource ℓ, it is necessary to
model the image of i on the ℓ. The new DES is called Ki/ℓ. To move the partial process
from one resource to another in a reallocation policy due to a fault, the process has to
be put in standby in one resource and reallocated on the other one. For this reason the
automaton Ki/ℓ is enriched with a new state SBi
ℓ and two controllable events called onℓ
and sbℓ. If state SBi
ℓ is active in Ki/ℓ then i-th partial process is not running on the
ℓ-th physical resource. Events sbℓ and onℓ are used by the GRRM to move process from a
resource to another. When event onℓ is raised by the GRRM, automaton Ki/ℓ moves form
state SBi
ℓ to initial state in Ki. If the event sbℓ is issued by the GRRM the automaton
Ki/ℓ is moved back to standby state SBi
ℓ.
Step 2: Building the global uncontrolled behaviour model. The automaton G modeling
the global uncontrolled behaviour is built as the parallel composition of all the automata
Ki/ℓ representing the images of partial processes and all the automata Rℓ representing the
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Step 3: Designing the decision logic unit of the GRRM. The automaton representing the
decision logic unit of the GRRM is designed following the above introduced requirements
on process allocation, working modes overlapping and hierarchy, external signals. The
obtained automaton H represents the speciﬁcations for G. This step is obviously strongly
application-dependent.
Step 4: Building the global controlled behaviour model. Finally the controlled behaviour of
the whole system can be computed as the parallel composition of G and H. The obtained
automaton is denoted with K.
The EG unit of the GRRM receives all the activating signals from the EG units of the partial
processes and the diagnostic results of the resource monitors. Based on this information and on
the speciﬁcations in the DLU of the GRRM, it validates one of the activating signals or starts
the reconﬁguration of the resources. The new WM signal produced by the DLU of the GRRM
is sent down to the lower level of the architecture.
It is worth noting once again that the reconﬁguration policy is not really distributed in the
sense of the decision taking. Anyway the design of the reconﬁguration speciﬁcations and the
detection of reconﬁgurable functions are performed in a distributed way. The reason for this
choice is that when multiple faults are considered and multiple processes are running in parallel,
reconﬁguration decisions cannot be taken without knowledge of the whole process, unless (and
this is the case of the above introduced procedure) a ﬁrst rough decision is taken and then
validated at a higher level.
3.4 An application: the two-tanks system
In this section an application of the procedure introduced in Sec. 3.3 is presented. The plant
used to this purpose is a two-tank system, modelled on the real plant located at the Centre de
Recherche en Automatique de Nancy (CRAN), France. The results here presented are partially
based on the work in [15].
The system (see [35] for a complete description) is composed by two tanks supplied by two
pumps (P1 and P2) with ﬂow rates Q1 and Q2. The two tanks are connected through two
redundant pipes with valves V12 and V ′
12. The two pipes are placed over the lower limit level of
liquid and at the same height. The output ﬂows of the two tanks are mixed through valves VF1
and VF2. A schematic representation of the system is shown in Fig. 3.11.
The system is equipped with two level sensors (SL1 and SL2) measuring liquid heights (L1
and L2) in the tanks and ﬁve sensors measuring ﬂows Q1, Q2, Q12, QF1 and QF2. Considering
valve V ′
12 closed in nominal situation, the physical equations of the system are
S1 ˙ L1 = −QF1 − Q12 + Q1
S2 ˙ L2 = −QF2 + Q12 + Q2
(3.10)
where
Q12 = sign(L1 − L2)R12
 
|L1 − L2| , (3.11)
QF1 = R1
 
L1 (3.12)
QF2 = R2
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Figure 3.11: Two-tanks representation.
where R12 is the throttling of valve V12
1, R1 is the throttling of valve VF1, R2 is the throttling
of valve VF2 and S1, S2 are the sections of tanks 1 and 2 respectively. From equations (3.10) to
(3.13) the complete mathematical model of the system is then
S1 ˙ L1 = −R1
√
L1 − sign(L1 − L2)R12
 
|L1 − L2| + Q1
S2 ˙ L2 = −R2
√
L2 + sign(L1 − L2)R12
 
|L1 − L2| + Q2.
(3.14)
3.4.1 Control objectives and strategies
Flows Q1 and Q2 are considered as control inputs of the system. The controlled outputs are the
total output ﬂow y1 and the mixing y2 of the ﬂows.
y1 = QF1 + QF2 = R1
 
L1 + R2
 
L2
y2 =
QF1
QF2
=
R1
√
L1
R2
√
L2
.
(3.15)
These two outputs are required to follow two desired set points, denoted respectively as y∗
1
and y∗
2. They can be rewritten as desired set points L∗
1 and L∗
2 for the measured levels L1 and
L2. In fact from deﬁnitions (3.15) we obtain
L∗
1 =
 
y∗
1y∗
2
R1(1 + y∗
2)
 2
L∗
2 =
 
y∗
1
R2(1 + y∗
2)
 2
.
(3.16)
1V12 is an electromechanical valve and its throttling R12 is modelled as k1V + k2, where k1,k2 are suitably
sized parameters and V is the applied electrical voltage.66 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
Two nominal working conditions for the system are considered, assuming that the throttling
of valve V12 is constant: the ﬁrst one in which the valve is closed (decoupled system), the other
one in which the valve is opened (coupled system).
In the ﬁrst situation (decoupled tanks) model (3.14) becomes:
S1 ˙ L1 = −R1
√
L1 + Q1
S2 ˙ L2 = −R2
√
L2 + Q2 .
(3.17)
In case of valve opened, the model of the system is represented by (3.14). The system is
therefore coupled and must be controlled in a coupled way in order to achieve again
L1 = L∗
1 L2 = L∗
2
where L∗
1 and L∗
2 are deﬁned in (3.16).
3.4.2 Fault scenario and ﬁrst decomposition
To cover some signiﬁcant detection and reconﬁguration possibilities for this system ﬁve realistic
faults are considered. All faults are supposed to occur in tank 2, anyway analogous faults can
be considered for tank 1.
• Actuator fault: pump 2 can stuck to a constant value Q2 = Q2, namely it injects a constant
ﬂow in tank 2. This fault leads to a loss of controllability as it changes one of the structural
constraints in (3.14).
• Loss of power of pump 2: pump 2 can be also aﬀected by a loss of power, modelled by a
multiplicative (unknown) term δQ2, which modiﬁes the dynamics (3.10) as
S1 ˙ L1 = −QF1 − Q12 + Q1
S2 ˙ L2 = −QF2 + Q12 + δQ2   Q2 .
• Hardware fault: valve V12 can stuck to a constant value R12 = R12 which can be 0 (valve
closed) or a constant ﬁnite positive value. Note that a constant input throttling value
is always given to the controlled system (both in coupled or decoupled working modes,
because in the second situation we give to the throttling a 0 value), so if valve is stuck to
that input value the system always behaves in the same way. Then the only relevant faulty
case occurs when the system is working in a coupled mode and the valve is stuck closed,
i.e. an electrical fault occurs and the voltage given to the valve becomes 0.
• Leakage fault: namely a hole in tank 2, i.e. there is an undesired outgoing ﬂow from tank
2; the dynamic of L2 is then corrupted by a term
δQF2(L2) = h   L2
where h is the section of the hole.
• Level sensor fault: the measure L2m of level L2 can be corrupted by a constant bias δL2,
i.e.
L2m = L2 + δL2.
Due to the considered faults a ﬁrst functional analysis of the system leads to a ﬁrst decompo-
sition in a Fault Tolerant Control (FTC) module achieving fault tolerant control of tank 2 and a
Fault Tolerant Measurement (FTM) module managing fault tolerant measure of the liquid level
in tank 2 as represented in Fig. 3.12. The interconnection valves are considered as redundant
hardware supervised by a Resource Monitor achieving FDI.3.4. AN APPLICATION: THE TWO-TANKS SYSTEM 67
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Figure 3.12: Two tanks basic decomposition.
3.4.3 Modular Diagnosis
A part of the structural graph of the system is represented in ﬁg. 3.13 where the part related to
L1 has not been represented because it is a replica of the part related to L2. In the structural
graph some measurements and all control variables (and laws) have also not been represented.
L2 dL2/dt L2m
QF2 QF2m Q2
Q12
L1 L1m
Figure 3.13: Two tanks partial structural graph.
After applying the procedure of Sec. 3.1.3, the functional tree of the FTC module is obtained
(ﬁg. 3.14(a)). In this ﬁgure the main functionality (F1) represents the capability of tracking
both objectives y⋆
1 and y⋆
2 (see def. (3.15). This is obtained if both levels L1 and L2 track the
respective set-points (3.16). Sub-nodes are generated only from level 2 since only faults in tank 2
are considered. Level 2 is maintained at the desired value (functionality F2) only if the outgoing
ﬂow from tank 2 has the expected value Q⋆
F2 (functionality F4), the input ﬂow of tank 2 has
the desired (control) value Q⋆
2 (functionality F3) and the interconnection ﬂow has the expected
value Q⋆
12 (functionality F5).
The functional tree of the FTM module is represented in ﬁg. 3.14(b). From relation (3.13) it is
possible to see that the main functionality (estimation of the level in tank 2, F6) can be obtained
through the measure L2m of the level itself (functionality F7) or through its computation using
the measure of QF2 (functionality F8).
For the application of the presented procedure some residual signals able to detect loss of68 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
  y* , y* 1 2
L* 1 L* 2
Q* 2 Q* F2
(F1)
(F2)
(F3) (F4)
1 1
1 1
1 1
1 1
WM1 ,WM2
WM3 ,WM4
1
2 WM1
1
3 WM1 Q* 12 (F5)
(a) Functional tree for the FTC module.
L   2m   Q     F2m
L     2est
or
(F6)
(F7) (F8)
2
7 WM1
(b) Functional tree for the FTM module.
Figure 3.14: Functional analysis for the two tanks system.3.4. AN APPLICATION: THE TWO-TANKS SYSTEM 69
functionalities have to be introduced. Starting from the equations of the system (3.14) some
residual signals partially based on structural considerations are generated. Nonlinear observers
for L2 are designed using the second equation of system (3.10) and the relations (3.11), (3.13)
linking ﬂow rates to the liquid level.
A ﬁrst possible observer is based on the reliable measures of system variables and it is given
by
S2
˙ ˆ L2 = −R2ˆ L2 + Q12m + Q2m + G(ˆ L2 − L2m) ,
where G is a suitable negative gain. The residual signal is then
r1 = |ˆ L2 − L2m| . (3.18)
Residual r1 is able to detect diﬀerences between the measure and the estimation of variable L2.
Hence the loss of functionality F7 (measure of L2) is observable through r1.
Another possible observer can be obtained by using measures and the controlled input ﬂow
value Q⋆
2, as
S2
˙ ˆ L′
2 = −QF2m + Q12m + Q⋆
2 + G ′(ˆ L′
2 − L2m) ,
where G ′ is a suitable negative gain. From this a further residual signal can be designed as
r2 = |ˆ L′
2 − L2m|. (3.19)
Residual r2 relies on the measure of outgoing ﬂow QF2 and on the comparison between the
desired incoming ﬂow in tank 2 (Q⋆
2) and the real actuated quantity Q2. For this reason (see ﬁg.
3.14(a)) this residual is able to observe both the loss of the expected outgoing ﬂow functionality
(F4) and the loss of the desired incoming ﬂow functionality (F3). Then it can be associated to
the loss of functionality F2 (tracking of L2), because functionality F5 is considered to be always
reliable due to the hardware redundancy of the interconnecting valve (managed by the GRRM
at the higher level). Moreover, considering the way in which r2 is generated, it is able to observe
loss of functionality F7 (measure of L2) and loss of functionality F8 (measure of expected outgoing
ﬂow QF2). Hence, from ﬁg. 3.14(b), residual r2 can also be associated to loss of functionality
F6 (fault tolerant estimation of level L2).
Due to the structural properties of the system, constraints linking throttling of valve V12 to
other variables depend on the state of the valve itself. If the valve is open, it turns out that the
presence of the ﬂow Q12 between the two tanks and the measure of L1 and Q12, allow one to
estimate L2 as (see eq. (3.11))
ˆ L′′
2 = L1m −
|Q12m|
R12m
and to generate a residual signal r3 as
r3 = |L2m − ˆ L′′
2| (3.20)
which is linked to the loss of functionality F7 (measure of L2).
It is necessary to consider the diﬀerent algorithms used to estimate the sensor faults and
to reconstruct the level measure as characterized by diﬀerent reliability factors. Indeed it is
expected that the algorithm to be run in the case of valve opened has an higher conﬁdence level
with respect to the ones to be considered if the valve is closed as it is based on algebraic physical
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Q2 δQ2 δQF2
r2 1 1 1
r4 0 0 1
r5 0 1 0
Table 3.4: Residual matrix for the fault tree in ﬁg. 3.15(a)
Q2 δQ2 R12 δQF2 δL2
r1 0 0 0 0 1
r2 1 1 0 1 1
r3 0 0 1 0 1
r4 0 0 0 1 1
r5 0 1 0 0 0
Table 3.5: Residual matrix for the two-tanks system
Consider now equation (3.13) which reveals that, in nominal conditions, the outgoing ﬂow
from tank 2 depends only on level L2 and on throttling R2 of the outgoing valve. In case of
leakage in tank 2 this relation modiﬁes as
R2L2 = QF2 + δQF2
which suggests to design a fourth residual signal as
r4 = R2L2m − QF2m (3.21)
able to detect the loss of functionality F4 (expected outgoing ﬂow) or loss of functionality F6
(estimation of level L2).
Finally a probing test can be performed over the pump 2 in order to generate a residual signal
r5 able to observe a loss of functionality F3.
Starting from the functional trees and by bearing in mind the previous discussion, it is
possible to build the fault trees. For the FTC module the fault tree is represented in ﬁg. 3.15(a)
and for the FTM module in ﬁg. 3.15(b).
These fault trees are useful to design a residual matrix following a modular construction as
described in Sec. 3.3. The residual matrix associated to the main loss of functionality of the
fault tree in ﬁg. 3.15(a) is reported in table 3.4: the loss of functionality E3 is detected if r2 or r4
or r5 rises to 1, but it is also useful to distinguish between loss of functionality E2, detected only
if r4 rises to 1, and loss of functionality E1. Then loss of functionality E1 is detected only if r5
rises to 1. This nested interpretation of the residual matrix allows hierarchic inference algorithm
to detect failures. The same interpretation can be performed to obtain, from the FTM fault tree
of ﬁg. 3.15(b), the residual matrix associated to the FTM fault tree (not reported here for the
sake of brevity).
The global residual matrix is presented in Table 3.5 and it can be obtained by composing
residual matrices for FTC module fault tree and for FTM module.
Note that diagnosis of fault R12 is not considered in this analysis because managed by the
resource monitor.
3.4.4 Modular Reconﬁguration
Next step is to detect reconﬁgurable functionalities and to associate to each of them some re-
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Figure 3.15: Fault tree analysis for the two tanks system.72 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
The top functionality F1 in ﬁg.3.14(a) is reconﬁgurable. Indeed if controllability properties
are lost and the tracking objectives cannot be simultaneously achieved, it is possible to compute
degraded references trajectories, consistent with the faulty conditions, and to force relaxed track-
ing objectives to preserve the main tracking functionality but not the desired original objective.
Going to lower levels of the actual functional tree functionality F2 is also reconﬁgurable in
presence of a leakage inducing a loss of the functionality F4: the presence of a leakage introduces
an additive disturbance δQF2 which can be compensated by suitably switching to a robust
controller for the input Q2 thus preserving the desired reference L⋆
2.
Similarly functionality F3 linked to the capability of regulating Q2 can be considered recon-
ﬁgurable in presence of a loss of power in the second pump using a robust controller.
Consider now the functional tree in ﬁgure 3.14(b). In this case the top functionality F6 turns
out to be reconﬁgurable because it is always possible to provide a reliable estimation of L2 either
using direct measurement or structural observation in presence of the sensor fault.
It is now possible to identify the working modes related to each reconﬁgurable function. In
nominal conditions the j−th functionality in the i-th partial process is characterized by a nominal
working mode which is denoted by WM0i
j in the case the two tanks are decoupled and WM0′ i
j
otherwise. Then the reconﬁguration policy associated to each reconﬁgurable functionality can
be speciﬁed as follows.
(F1) This reconﬁguration is needed whenever pump 2 is stuck to a constant value, i.e. Q2 =
Q2 =const, so that only one of the two tracking objectives can be enforced. The possible
remedial actions depend on the speciﬁc objective which must be preserved (y1 = y⋆
1 or
y2 = y⋆
2) and on the state of the connecting valve V12. If it is closed, the level in tank
2 stabilizes to a constant level L2 which is measured. Hence, if it is required to preserve
y1 = y⋆
1, a new reference trajectory L⋆
1 for level 1 is computed as
L⋆
1 = y⋆
1 − L2 .
Otherwise, in case priority is given to the second objective y2 = y⋆
2, a new reference
trajectory L⋆
1 is computed as
L⋆
1 = y⋆
2L2 .
We label the two possible working modes associated to the two above scenarios as WM11
1
and WM21
1 respectively. In both cases the control structure does not change but only the
reference signal L⋆
1 is updated.
If valve V12 is open, the system behaves as a two-dimensional system with one input Q1
forced by a constant disturbance Q2. In this case a suitable controller can be designed able
to get rid of the disturbance Q2 and forcing the controlled output L1 +L2 to the reference
y⋆
1 if the ﬁrst objective (y1 = y⋆
1) must be preserved, or the controlled output L1/L2 to the
reference y⋆
2 otherwise. We denote the two possible working modes as WM31
1 and WM41
1
respectively.
The automaton G1
1 representing functionality F1 is then reported in ﬁg. 3.16, where it is
possible to notice that after the failure occurrence all the reconﬁguration possibilities are
open. The reconﬁguration speciﬁcations H1
1 associated to the DLU of F1 are designed in
ﬁg. 3.17 where the activating events now separate the reconﬁguring working modes.
(F2) This functionality can be reconﬁgured by switching to a robust controller on the input
Q2 able to get rid of the constant additive disturbance δQF2 in presence of leakage. The
corresponding working mode is denoted by WM11
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Figure 3.16: Automaton G1
1 representing functionality F1.
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Figure 3.17: Reconﬁguration speciﬁcations H1
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The reconﬁguration speciﬁcations H1
2 for F2 are represented in ﬁg. 3.18. For the sake of
brevity the obvious automaton G1
2 is not reported here.
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Figure 3.18: Reconﬁguration speciﬁcations H1
2 for functionality F2.
(F3) This functionality is reconﬁgured through the nominal controller on the pump 2 which is
supposed to be robust with respect to uncertainties aﬀecting the input gain (induced by
the loss of power fault). The working mode associated to this implicit reconﬁguration is
denoted by WM11
3.
The reconﬁguration speciﬁcation H1
3 are depicted in ﬁg. 3.19. Again for the sake of brevity
automaton G1
3 is not reported.
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Figure 3.19: Reconﬁguration speciﬁcations H1
3 for functionality F3.
(F6) This functionality can be simply reconﬁgured by substituting the level measure with a
suitable estimate, obtained through one the methods presented before, once a sensor fault
is detected. We label the associated working mode as WM12
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Figure 3.20: Reconﬁguration speciﬁcations H2
6 for functionality F6.
Q2 δQF2 δQ2 (small) δQ2 (severe)
a11
1 1 0 0 1
a12
1 1 0 0 1
a13
1 1 0 0 1
a14
1 1 0 0 1
a21
1 0 1 0 0
a31
1 0 0 1 0
Table 3.6: Look-up table describing the Event Generator of partial process 1
Fig. 3.20 shows the reconﬁguration speciﬁcations H2
6 for function F6. Note that for partial
process 2 there is no need to have two nominal working modes because they are related to
the diﬀerent ways the system is controlled (depending on the coupling of the two tanks),
but not on the way the estimate of level in tank 2 is obtained.
The event generator of partial process 1 is here represented by a look-up table (see Table 3.6)
mapping the occurred faults to the activating events previously introduced.
It is important to note that fault δQ2 involves the activation of two kinds of events: a1
31 if the
fault is of small entity, a1
11,2,3,4 if the fault is severe. Indeed δQ2 can be implicitly accommodated
(reconﬁgurable functionality F5) or can be treated as a stuck fault (reconﬁgurable functionality
F1). The choice is made by the EG elaborating the estimation of the fault according to a
performance criterion.
3.4.5 Design of the GRRM
The whole system is supervised by a Global RRM used to manage the hardware reconﬁguration,
i.e. the fault on the interconnection valve: if the valve is stuck closed we can switch to valve
V ′
12 and use R′
12, due to the parallel hardware redundancy. This working mode is denoted with
WMR.
First the redundant valves are modeled as automata (ﬁg. 3.21). Valve V12 is in idle state (I)
until a working mode WMki
j is issued. In this case the valve is busy (B) in the sense that it is
the valve the system is using. When fault R12 occurs the valve moves in faulty state (F). Event
sb is used to force the valve in stand-by and move the automaton from any state to stand-by
state (SB). From this state event on can be used to enter again idle state.
The DES modelling valve V ′
12 is normally in stand-by state (SB′) unless event on′ in enabled.
In this case the new state is the idle state (I′) and the working mode WMR is imposed. Valve
V ′
12 is now in busy state (B′) (the valve is in use) and any working mode WMki
j can be issued.
Event sb′ is used to bring back the valve in stand-by state.
Then automata Ki have to be allocated on the resources. Due to the properties of parallel
composition, reﬁning Ki and reﬁning each Hi
j and Gi
j leads, after the composition of all Hi
j, Gi
j
over the ℓ-th resource, to the same result. This let us show just automaton Hi
j/ℓ avoiding the
representation of Ki/ℓ which may explode.76 CHAPTER 3. DISTRIBUTED FAULT TOLERANT SYSTEMS
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Figure 3.21: Valves V12 and V ′
12 as DES.
In ﬁg. 3.22 and ﬁg. 3.23 the speciﬁcation H1
3 allocated over valve V12 and V ′
12 respectively is
depicted. Note the use of events sb, on, sb′ and on′ to move the working modes allocation from
one resource to the other. It is easy to extend this procedure to the other speciﬁcations.
Finally the behavior of the Global RRM is obtained and shown in ﬁg. 3.24. When the
interconnection valve V12 is stuck closed, the supervisor forces this valve in stand-by and switches
to the other redundant valve V ′
12 imposing working mode WMR.
3.4.6 Implementation and Experimental Results
To demostrate the eﬀectiveness of the proposed solution, some signiﬁcative experiments have
been performed on the real plant. The supervisor decision logic and the controllers have been
realized in Simulink and than implemented in ControlBuild in collaboration with TNI. To avoid
bumps due to the switch among controllers, they have been factorized in order to have a state-
space representation with shared state.
The system is linearized in point: (L10,L20) = (0.4, 0.5) m. As a test scenario the outputs
of the system must follow a set-point which changes both in nominal and faulty conditions. The
system starts in nominal conditions with constant input values: y10 = 1.4669   10−4 , y20 =
0.8338.
At time t = 1000 sec a step set-point is given to the system for both objectives with ﬁnal
values: y∗
1 = 1.4656   10−4 , y∗
2 = 0.9532. At time t = 2000 sec a fault Q2 on pump 2 occurs
and the controller is reconﬁgured forcing objective y∗
1. At time t = 3000 sec the set-points come
back to nominal values. The system is still in a faulty working mode and follows the set-point
by ﬁnding another steady-state point. The fault is accommodated at time t = 4000 sec.
In ﬁg. 3.26(a) the tracking of the ﬁrst objective set-point is represented by the noisy signal,
the values of set-point are represented by the straight line. When the set-point changes, both
in nominal and in faulty conditions, it is possible to see that the controllers continue to track
objective y1.
In ﬁg. 3.26(b) the tracking of the second objective set-point is again represented by the noisy
signal, the value of set-point by the straight line. When the set-point of objective y2 changes,
the nominal controller tracks it because the fault is not occurred yet; when the fault occurs the3.4. AN APPLICATION: THE TWO-TANKS SYSTEM 77
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Figure 3.22: Speciﬁcations H1
3 over V12.
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Figure 3.23: Speciﬁcations H1
3 over V ′
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Figure 3.24: Reconﬁguration speciﬁcations for the GRRM.
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second objective is not achieved anymore because the forced objective is y1. After the fault
accommodation, objective y2 is tracked again due to the switch back to nominal controller.
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Fault Detection for Hybrid Systems
In Chapter 3 distributed systems have been analysed from an high level point of view. This
has lead to the use of discrete event systems for their reconﬁguration, because only the discrete
changes given by the faults were taken into account in the architecture of section 3.2.
This chapter presents a deeper picture of the nature of large scale system. Basically, dis-
tributed systems as they were considered in the previous chapter can be viewed as hybrid system
(see chapter 2) where the discrete part is given by the diﬀerent working modes and the continuous
part is given by the system dynamics in each working mode.
A more general problem is the extension of the fault tolerance methods to hybrid systems.
As presented in section 2.3 there are many methods for modelling hybrid systems, and the choice
of one of them depends on the system property to be studied. For this reason when dealing
with fault tolerance the capability of modelling the diﬀerent kinds of faults that can occur in the
system depends on its representation.
In the ﬁrst part of this chapter a critical analysis of the faults which is possible to represent
in the diﬀerent modelling frameworks is presented.
It will be shown that not many attempts have been made until now in the ﬁeld of fault
tolerance for hybrid systems. This can be due in ﬁrst instance to the hard task of state estimation
in this kind of systems. Indeed to know if a fault has occurred it has to be detected if the system
is behaving in an unusual way, that is based on the knowledge of the state in which the system is
working. When dealing with hybrid systems a state estimator must provide both the continuous
and the discrete state. The accomplishment of this task is generally diﬃcult because of the
coupling of the two dynamics. This means that a good estimator must provide the two states
simultaneously. The estimation algorithms provided until now are mostly based on Moving
Horizon Estimation and Particle Filtering for the continuous state and Hidden Markov Models
for the discrete state. With the help of these estimators, the considered faults are usually treated
as additive noise to the system.
When the parameters of the new faulty system are not known as well, system identiﬁcation
comes into the play. As introduced in chapter 1 and in [39] for continuous-variable dynamical
systems, model based fault diagnosis starts from the model of the system. System identiﬁcation
methods for fault diagnosis are an alternative way to estimation methods, when the parameters
of the faulty system have to be identiﬁed and/or when the fault is incipient, hence it can be
seen a small change in the parameters. For this reason in this chapter some system identiﬁca-
tion methods for hybrid systems will be recalled and compared, and some new issues for their
application to fault tolerance presented.
An interesting extension to all these results is represented by the introduction of distributed
hybrid systems. This kind of systems has been introduced to better deal with the actual complex
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systems, which are more and more constituted by heterogeneous systems with diﬀerent function-
alities but connected through a network to fulﬁll a global task. Some modelling frameworks and
design/analysis methodologies have been reviewed to deal with this kind of systems too. The
main changes are due to the fact that dealing with distributed systems the necessity to reduce
the computational burden increases. For this reason the methodologies used with this kind of
systems try to exploit their distributed nature as much as possible. Then some decentralized
methods have been used to cope with state estimation and fault detection in distributed hybrid
systems.
The most typical kind of faults which can occur in distributed systems are connection faults,
i.e a kind of communication faults. These faults should carefully be detected and reconﬁgured
because they can lead to propagation of the fault eﬀect from one sub-system to another. A con-
nection fault always means a loss of information. This loss can be due to a complete breakdown
of the connection, which means that no data would be available from one sub-system to the
other. More precisely a connection fails when the sending sub-system sends some data that the
receiving sub-system does not receive. This means that a signal starts from the sender, but to
the receiver no input signal arrives. This kind of faults can be modelled in a distributed hybrid
system in two ways. We can only take into account the signals and use input and output signals
of the sub-systems to connect them. A second option is to consider the connections ad hybrid
systems, then they could be modelled as hybrid sub-systems as well. In this second case some
composition rules should be stated. Some modelling issues on this topic will be discussed in the
last Section of this work.
4.1 Modelling Faulty Hybrid Systems
Faults and system modelling are really coupled for basically two reasons: the model used to
describe a system inﬂuences the modelling of the kinds of fault that can occur in the system
itself; the system model is decided based on the considered kinds of fault.
This second point means that if a fault forces a system in a new behaviour (say a faulty
operating mode) then the system becomes hybrid because of the fault eﬀect. Indeed if the fault
changes some dynamics of the system, then a new operating mode is started, and some structural
properties of the system itself can be changed. The mode changing reminds to the modelling of
hybrid systems. Nevertheless a system can be hybrid by its nature, meaning that it can already
have diﬀerent operating modes, and hence hybrid dynamics. In this case the fault will not change
the nature of the system itself, but will only introduce new dynamics that have to be modelled.
And this leads to the ﬁrst point of the above statement.
Therefore the most interesting nondeterministic eﬀects for fault detection are mode changes.
They are the eﬀect of the new operative behavior of the system. They can occur due to au-
tonomous switchings, i.e. depending on the continuous behavior, or due to control commands.
In other words mode changes are originated by control switchings, reconﬁguration policies and
fault occurrence. In fault tolerance the knowledge of the diﬀerent modes in which the system can
work is extremely useful to know if a fault has occurred and to identify it. In fact to accomplish
the diagnostic task and detect the fault occurrence three things are needed:
• the complete knowledge of the modes in which the system can work;
• the kind of faults which can occur in the systems;
• an estimation or identiﬁcation algorithm able to determine in which of these modes the
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More precisely they are the basis for a diagnostic algorithm which is also able to identify the
occurred fault.
Not many attempts have been made to apply some fault detection techniques to hybrid
systems. However from the few literature on this topic it is possible to state that obviously even
the choice of the FDI method is related to the considered model for hybrid systems.
Among the ﬁrst methods for fault detection of hybrid systems it is worth citing the ones
presented in [52] and [63]. These two methods are quite diﬀerent, because they are based on
opposite models of hybrid systems. The ﬁrst one deals with mixed logical dynamical (MLD) sys-
tems, and mainly with faults on the continuous dynamics, whereas the second one uses quantised
systems, then it deals mainly with the discrete part.
In [53] and [52] an application of Moving Horizon Estimation to MLD systems is introduced.
This technique is also used for fault detection assuming that the model of the faulty system is
known. Basically the considered faults in this framework are modelled as binary disturbances
acting on the system inputs. This method is quite interesting because MLD can model a vari-
ety of diﬀerent systems. However the fault modelling power is quite limited, restricted to the
disturbance-like faults, and the computational burden is quite high due to the fault detection
algorithm.
In [63] and [5] semi-Markov processes are used for fault detection in quantised systems. With
this modelling framework almost any kind of fault can be considered, but their dynamics are
assumed to be independent from the system state and input, their probabilities of occurrence
known and they are modelled as quantised systems as well. The major drawbacks of this approach
are the design eﬀort to build the quantised representations and the approximation introduced
by the quantisation. An interesting extension to this approach is reported in [47] where other
diagnostic techniques are used, such as embedded maps, timed and nondeterministic automata.
Finally some reconﬁguration issues are treated in [49] where sensor and actuator faults are
considered.
In [51] the authors consider hybrid system composed by continuous systems with a supervisory
controller which gives the mode changes, but no autonomous switchings are allowed. The systems
are modelled using a 5-tuple of describing elements, in a discrete event fashion. The considered
faults are faults on components, abrupt, partial or complete. They are represented as exogenous
events added to the controller actions. The diagnostic method is borrowed from the qualitative
approach of AI, extending search techniques for continuous systems and using models comparison.
With the proposed method the authors are able to diagnose if the system is in a faulty mode
and in which one with respect to the fault eﬀect on the system. This approach is quite eﬀective,
but they can model only a restricted number of systems and the considered faults are not well
speciﬁed. Indeed it is more the eﬀect of the fault which is taken into account and not the real
physical fault.
A quite diﬀerent approach has been introduced in [45], where the authors model hybrid
systems as hybrid dynamic Bayesian networks. Thus they focus on systems that have linear
dynamics given some particular values to the discrete variables. Moreover the systems they
consider are composed by weakly interacting subsystems. They also claim that with this model
it is possible to consider several diﬀerent kind of faults, but they actually study only the case of
abrupt faults, measurement errors and parameter drift faults. While abrupt (or as the authors
call them, burst) fault can be represented with discrete changes in the system, measurement
errors are usually considered in robustness problems. The presented approach uses Bayesian
fault detection for the presented kinds of faults. The method represent a diﬀerent point of view
in the literature, but it seems restricted to a rather small number of systems and fault eﬀects.
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all kinds of faults in all kinds of systems. For hybrid systems this is even more complicated by
the lack of unifying modelling theory, which leads the application of fault tolerant techniques
even more application dependent. Nevertheless it is worth to look for a method able to deal with
the highest number of possible faulty situations (remember the fault classiﬁcations in chapter 1),
always depending on the model chosen to represent the class of hybrid systems to study.
Many other faulty situations can be ﬁgured out, depending on the knowledge of the mode in
which the system is working and on the knowledge of the eﬀect of the fault, i.e. the mode in which
the system is moving. Finally it is impossible to know all the faults that can occur in a certain
system, then we could take into account an unknown fault, i.e. an unknown operating mode.
Some of these problems can be partially considered if the system is modelled with a Probabilistic
Hybrid Automaton ([38]) or Stochastic Automata [19]. Generally speaking to consider, at least
partially, these features some good estimation or identiﬁcation method should be used. This will
be the topic of Sections 4.3 and 4.4, whereas in next section two framework for FDI of hybrid
systems are compared.
4.2 Comparison of two Techniques for Fault Detection in Hybrid
Systems
In this section two methods for FDI of hybrid systems are compared. Even if both approaches
are based on hybrid automata modelling formalism, the ﬁrst one, introduced in [27], is more
computer science oriented, while the second one, introduced in [21], is more control oriented. It
is then interesting to compare them in order to highlight the main advantages and drawbacks of
each approach.
The ﬁrst method presents some results based on Hybrid Input/Output Automata (introduced
in [50]) and extends the theory of diagnosability for discrete events systems to the hybrid case.
As usual in this kind of discrete event approach to hybrid systems, the two dynamics are kept
separated, which means that the diagnoser has to ﬁrst check if some fault has occurred in
the current (discrete) mode, then to check the continuous dynamics inside the mode, ﬁnally a
supervisor will decide which kind of fault has occurred and where. Nevertheless the diagnosability
is tested on the hybrid dynamics, using the notion on hybrid traces.
In the second approach the dynamics are considered all at once, i.e. the discrete dynamics
are cast into the continuous dynamics deﬁnition. This means that the discrete dynamics are
considered as switching and the diﬀerences from one mode to the other are only due to the
continuous evolution of the variables inside each mode. The authors explain how it is possible
to detect some kinds of discrete failures using their approach, in particular they are able to
determine if the successor mode is diﬀerent from the expected one. In this sense they do not use
events and the fault consequences have always to be related to some changes in the continuous
dynamics.
4.2.1 Fault Detection using Hybrid I/O Automata
One of the main advantages in using Hybrid I/O Automata (HIOA) is that almost all the theory
already developed for the discrete event systems on automata (see 2.2) can be extended to the
hybrid automata. The major drawback is that while doing this extension the notation becomes
huge and a big eﬀort should be made in formalizing the problems.
In [27] the authors start from the decomposition of the system, as shown in ﬁg. 4.1, and build
a hybrid input/output automaton for each component of the system. Then all the automata are
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this framework the faults are seen both as discrete transitions from the nominal to the faulty
state and as deviations of the continuous trajectories from the predeﬁned set-points. This means
that the faults can occur both in the discrete and the continuous dynamics.
Recalling the deﬁnition of HIOA given in Sec. 2.3 and referring to ﬁg. 4.1, the automata
representing the various parts of the system are:
• P = (UP,XP,YP,Σin
P ,Σint
P ,ΘP,DP,WP) representing the main structure;
• Ai = (Ui,Xi,Yi,Σin
i ,Σout
i ,Θi,Di,Wi) representing the i-th actuator;
• the sensors Si and the controller C are modelled as automata representing simple in-
put/output maps;
• H = (UH,XH,YH,Σin
H,Σint
H ,ΘH,DH,WH) representing the plant;
• S = (XS,Σint
S ,ΘS,DS,WS) representing the system.
The main assumption on the kinds of faults that can aﬀect the system is that they do not
aﬀect the system output: the system produces the same output variables wether it is faulty or
not. Then the fault occurrence comes out to be an internal action, which means that Σint
P  = 0,
whereas in nominal conditions Σint
P = 0. Since a fault can have consequences both in discrete
and continuous dynamics, the information about the fault occurrence is given in two stages:
Continuous Stage: The continuous behavior is represented by WP then a fault occurrence
from this set is detected using analytical redundancy. When a fault is supposed to possibly
happen the set UP of input variables of the main structure can be partitioned in two sets:
UPN containing all the known inputs (such as control signals) and UPF containing all the
unknown inputs, i.e. the faults. The same for XP = XPN
 
XPF. In this way it is possible
to set:
• VPF = [UPF XPF] is the fault state vector, VPF is the fault state space;
• VPN = [UPN XPN] is the no-fault state vector, VPN is the no-fault state space.
Moreover diﬀerent faults will lead to diﬀerent fault modes: VPFj ⊆ VPF where all VPFj
are pairwise disjoint, i.e. only one fault can occur at a time. The total state space will be:
VP = VPN
 
VPF.
Discrete Stage: The discrete evolution of the state is represented by DP. As for the continuous
behavior it is possible to write DP = DPN
 
DPF with:
DPN =
 
{(s,α,s′)|(s,s′) ∈ VPN,α ∈ Σin
P } ⊂ DP
DPF =
 
{(s,α,s′′)|s ∈ VPN,s′′ ∈ VPF,α ∈ Σin
P } ⊂ DP
The transitions in DPF bring the main structure to fault state space VPF. As for the
continuous case, also the discrete transitions have diﬀerent kinds, one for each fault mode,
which leads to
DPF =
 
j∈E
DPFj
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In [28] the authors present an analysis of diagnosability for hybrid systems, based on the
deﬁnition of faulty guards:
GuardF = {v ∈ V |(v,α,v′) ∈ DF for some v′}.
Hence the guards are deﬁned in terms of variables. This means that there is a set Vg of variables
associated to the guards such that:
Vg = Vg ind
 
Vg d
where Vg ind are the linear independent variables, and Vg d are the linear dependent variables. To
the ﬁrst ones the directly measurable guards are associated (given that the system is observable),
while to the second ones the not-directly measurable guards are associated.
Finally a hybrid system S is diagnosable if it exists a hybrid trace (with any suﬃcient long
continuation of alternation trajectories actions after the occurrence of a fault) that contains the
same faulty guard, or in formal terms:
∀Fi ∈ E,∃ki ∈ N,∀gFi ∈ αi,∀αi ∈ S|∀t ∈ htrace(ai),||t|| ≥ ki,gFi ∈ htrace(ai).
A necessary and suﬃcient condition for diagnosability is also given:
Theorem 4.1. A hybrid system without multiple failures of the same mode is diagnosable if
and only if:
1. There is a measurable faulty guard
2. No state in htrace(a) is indistinct, i.e. it is not clear which fault mode has occurred.
In [29] the authors present a possible implementation of the diagnoser using hybrid structure
hypothesis tests.
The task of the diagnoser is to generate a signal whenever a fault occurs. To do this it has
to compare the evolution of the system S with the acceptable behavior. Then when it detects a
fault it generates a signal indicating the malfunctioning component.
In [29] fault diagnosis based on hypothesis tests is introduced. The main steps in this kind
of diagnosis approach for hybrid systems are:
• for each fault a hypothesis test is designed
• since the faults can aﬀect either discrete or continuous dynamics, two kinds of hypothesis
tests are designed:
1. a bank of discrete tests which provide the necessary information about the fault oc-
currence at this level of dynamics
2. a bank of continuous tests which perform the continuous fault diagnosis (at the lower
level)
• the tests are statistical and binary, i.e. there are two mutually disjoint hypothesis:
1. if the fault belongs to the set of fault modes Bi (to be tested), then we have the null
hypothesis H0
2. any diﬀerent hypothesis is called alternative hypothesis H1
• ﬁnally it has to be checked if the fault fa is in Bi or in BC
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For the generation of the banks of tests, discrete and continuous, the interested reader is
referred to [29].
Finally the diagnoser is designed as an hybrid automaton with as inputs: u(t),Σ,y(t) and as
output the decision statement S of the banks of tests. The diagnoser consists of three parts: the
discrete diagnoser, the continuous diagnoser and the decision logic.
Discrete Diagnoser The aim of the discrete diagnoser is double: it has to perform the diagnosis
of the faults at the discrete level and to estimate the discrete state. When an action
occurs the diagnoser computes all the possible next discrete transitions, to each of them is
associated the corresponding guard. It is checked if that guard is in the set of measurements
guards and for each transition the hypothesis test is performed and the diagnosis sub-
statement SDi is generated.
Continuous Diagnoser The dynamics of the continuous diagnoser depend on the state of the
hybrid system. Its inputs are the process input/output signals and the discrete diagnoser
output. Its outputs are the diagnosis sub-statements SCj.
Decision Logic The ﬁnal statement is given by: S =
 
i SDi
 
j SCj.
4.2.2 Fault Detection of Hybrid Systems using Structured Parity Residuals
In [21] and [20] the model of hybrid systems used is a hybrid automaton:
< Q,X,Y,F,H,σs,σc >
where:
• Q is set of discrete states,
• X is the continuous state-space,
• Y is the output space,
• F is a ﬁnite set of functions deﬁning trajectories of the continuous state x(t),
• H is a ﬁnite set of functions deﬁning the output variables relations with the state variables,
• σs deﬁnes spontaneous switchings from one mode i to another mode j, due to the inter-
section of the state vector with a jump surface Sij = xi ∈ Xi s.t. sij(xi) = 0 where sij
represents the switching condition,
• σc deﬁnes forced switchings due to external events eij ∈ E.
In this approach the choice of the model depends on the objective of the FDI procedure, i.e. if
the model is used to isolate the faults or to diagnose of the faults. With this purpose the authors
state that it is possible to use two models of the system:
• The normal operation model, representing the system in nominal situation, without faults;
in this kind of models the procedures used are a priori able to detect faults, so they provide
information on which constraint of the model is unveriﬁed such that isolation (location) of
the faulty component is possible.
• The faulty operation model, representing the system in faulty situation, used when the
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In [20] some examples of diﬀerent kinds of faults for hybrid systems are stated. These faults
can in general aﬀect the current mode behavior (continuous dynamics) or the trajectory of the
discrete evolution (discrete dynamics).
Among the faults aﬀecting the current mode it is possible to ﬁnd:
• Faults corrupting the equality constraints (i.e. state and output equations); they can be
view as additive terms to the diﬀerentials and algebraic equations representing state and
output dynamics.
• Faults corrupting inequality constraints representing the state space; usually observers and
identiﬁcation techniques are used to estimate these faults.
• Faults unintentionally modifying the discrete state; they can lead to a mode change, then
they are only apparent mode faults.
For the faults aﬀecting the discrete evolution it is possible to ﬁnd three diﬀerent situations:
• The system moves to an unexpected mode (not allowed in nominal conditions); this is a
controller fault.
• The system moves to an allowed mode but due to an external event, not due to the control
policy.
• The system stays on a mode when it is expected to switch to a new one.
While all the FDI approaches require the knowledge of the mode in which the system is
working, the FDI algorithm must also provide an estimate of the mode.
In [21] and [20] parity space approach is used for FDI of hybrid systems. It is based on
analytical redundancy relations that can be obtained from the model equations eliminating the
unknown variables. In the linear case this is achieved generating parity residuals. Considering
linear dynamics in each mode i of the hybrid system modelled with its normal operation model,
it is possible to generate structured residual using the classical parity space approach. The model
of the continuous dynamics in mode i is then:
˙ xi(t) = Aixi(t) + Biui(t) + G1
idi(t) + F1
i φi(t)
yi(t) = Cixi(t) + Diui(t) + G2
idi(t) + F2
i φi(t)
where φi is the faults vector and di is the disturbances vector to which the residual signals must
be robust.
Then writing the successive time derivatives of the output yi to a given order pi:
y
pi
i = OBS(Ci,Ai,pi)xi
+ COM(Ai,Bi,Ci,Di,pi)u
pi
i
+ COM(Ai,G1
i,Ci,G2
i,pi)d
pi
i
+ COM(Ai,F1
i ,Ci,F2
i ,pi)φ
pi
i
where the notation zpi means:
zpi =
 
zt dzt
dt
...
dpizt
dtpi
 t
The matrices OBS(Ci,Ai,pi) and COM(Ai,Bi,Ci,Di,pi) are the observability and control ma-
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Deﬁning the matrix Wi such that:
Wi[OBS(Ci,Ai,pi) COM(Ai,G1
i,Ci,G2
i,pi)] = 0
it is possible to to obtain the analytical redundancy relations as:
Wiy
pi
i − WiCOM(Ai,Bi,Ci,Di,pi)u
pi
i − WiCOM(Ai,F1
i ,Ci,F2
i ,pi)φ
pi
i = 0.
The computational expression of the structured parity residuals ri at order pi is:
ri(t) = Wiy
pi
i − WiCOM(Ai,Bi,Ci,Di,pi)u
pi
i
while the evaluation expression is:
ri(t) = WiCOM(Ai,F1
i ,Ci,F2
i ,pi)φ
pi
i .
In real problems the residuals are computed in discrete time, i.e. at each time t = kTe where Te is
the sampling period. Usually residuals are never exactly zero, due to some noise. Then decision
procedures must be adopted to decide if the fault has occurred or not. A typical procedure
consists in computing the main value of the residual on a sliding time window and then ﬁx a
threshold.
The extension of this approach to hybrid systems is based on the deﬁnition of discernibility
between modes (see [20] for the deﬁnition). In this context parity residuals can be used as indexes
of consistency, meaning that the non-discernibility between two modes can be checked using the
residuals for the two modes: if they both are equal to zero when the same input/output pair is
applied then the two modes are said to be weakly non-discernible (where the weakness is due to
the fact that the considered model is the nominal one). Moreover this property is also related to
the ranks of the observability and control matrices above deﬁned.
Finally, under the assumption that the discrete dynamics of the hybrid system are slow (time
interval between two transitions larger than the parity space order p), and that all modes are
discernible, it is always possible to compute the actual mode using the residuals, by checking
which ones are diﬀerent from zero in the mean sense.
If the initial mode of the system is unknown, however, it can be determined only by compu-
tation of all residuals for all modes in parallel. If then there is some noise the computation of
the mean values will lead to delay in the identiﬁcation of the mode as big as the time window
used for the mean value. This can lead to a big computational burden and to a delay in the fault
identiﬁcation.
If the initial/current mode is known, only the residuals of the possible mode successors have
to be computed.
Using this approach it is possible to identify the actual mode, to detect and isolate faults in
the actual mode and to detect the switching instants to determine the successor mode. These
last features allow to detect faults aﬀecting the discrete evolution, because the results of the
switching detection can be compared to the previewed nominal one. To detect the switching
times a procedure based on the residual mean values computation is used (see [21] for details).
Obviously when two modes are not discernible, it is impossible to detect faults on the discrete
evolution. This situation can be avoided using more sensors.
4.2.3 Comparison
Both the above recalled methods use hybrid automata as a modelling framework. These models
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are able to represent all possible physical conﬁgurations of the system, which means that they
can be used in diagnosis to ﬁnd out which conﬁguration is faulty or directly which fault has
occurred. Due to the fact that they represent all sequences of states the system can execute,
however, hybrid automata usually are subject to state explosion, and the number of states can
increase with the complexity of the system itself.
The ﬁrst approach is quite powerful in detecting many kinds of faults. This is due to the
fact that the discrete and the continuous dynamics of the system are diagnosed separately. This
means that the most part of the faults (either aﬀecting discrete or continuous dynamics) can be
detected using the above presented diagnoser. Moreover there is a sort of intelligent part of the
diagnoser, which can also be called supervisor, able to isolate the fault, i.e. to locate it. The
major drawback of this method is the big amount of notation which has to be introduced to be
able to explain what is going on in the system. Indeed, despite the eﬀort of the authors, some
points are still obscure and not well stated. Among them it is interesting to notice that in the
introduction and modelling section of [27] the authors claim they represent each component of
the system as a hybrid automaton to compose them in a second time. But in the following they
never explain how this is useful, because they only present detection for a part of the system.
Then it is impossible to understand if the diagnostic procedure is able to accomplish its task
in a distributed way or in a centralised way, and in both case which speciﬁcations are needed.
The representation of the diagnoser as a hybrid system is quite new and useful because it can be
composed with the other automata. Nevertheless, due to the lack of clarity on the decomposition
features of the procedure, it is not possible to deﬁne an integration policy with the diagnostic
results on the other parts of the system.
If applied in a centralised way this ﬁrst approach suﬀers, as all the automata-based ap-
proaches, of the state explosion problem. However the decentralised way seems quite interesting
for distributed hybrid systems, because it is able to detect faults both in the continuous and
the discrete part, and the discrete faults here considered are events. For this reason interesting
extensions to this method are related to the distributed diagnosis problem.
The second approach uses the common parity space theory and tries to extend the results to
hybrid systems. In particular the authors try to adapt the model of hybrid systems and faults
in hybrid systems to the classical parity space approach. The systems are modelled using hybrid
automata, where the transitions are given by switching surfaces. This means that the faults are
not really viewed as events, but their eﬀect on the system is taken into account. In this sense
the presented method is able to detect faults when they change the continuous dynamics inside
each mode. The only kind of discrete faults this approach is able to detect are the ones which
bring the system in one mode diﬀerent from one of the expected successors of the the actual
mode. The authors do not go deep into detail in the way they used to generated residuals able
to cope with the hybrid nature of the system. Moreover they say that in case the initial mode is
unknown the residuals of all the modes of the system must be computer in parallel, leading to a
great computational burden, which increases with the complexity of the system.
4.3 State Estimation in Hybrid Systems
As mentioned in previous sections, the knowledge of the operating mode of the system leads to
the knowledge of its behaviour and as a consequence to the possibility to establish if the system
is still working in nominal conditions or in some unexpected conditions. Hence in this section
some estimation strategies for hybrid systems are reported.
State estimation for hybrid systems is a very complex task, especially if autonomous mode
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In this case the system dynamics are even more coupled, thus more diﬃcult to estimate. For this
reason, indeed, the discrete mode and the continuous state have to be estimated in a coupled
way, and it is impossible to use methods that state all their combinations because of the high
computational burden.
The general state estimation problem consists in determining an estimation of the state x(T)
of a system, given the model structure and a sequence of noisy observations/measurements of
the system Y (T) := y(0),...,y(T). In the stochastic framework the state estimation problem
consists in ﬁnding the conditional density of the state given the measurements, p(x(T)|Y (T)).
Some interesting ways of solving this problem for systems with continuous dynamics only is using
Particle Filtering or Moving Horizon Estimation (see [62] and references therein).
The Particle Filtering (PF) estimation method is an improvement of the Markov Chain Monte
Carlo methods, because it provides a recursive approach to probability distribution estimation.
To the samples are given some weights generated recursively by the procedure. This usually
creates some degeneracy of the weights, i.e. the recursive update of the weights can increase
their variance due to particles with small weights. This phenomenon can be dealt by resampling
the particles to remove the ones with very small weights. Another problem of PF methods is
their strong dependence on the initial guess.
Moving Horizon Estimation (MHE) is based on least squares methods. It is appealing be-
cause of its capability of incorporating nonlinearities and constraints on states and disturbances.
Although this kind of algorithms amount to optimization problems of ﬁnite dimension without
the need of all the data (full estimation problem) before the estimation time, the MHE strategy
could lead to high real time computational burden for complex system, especially in presence of
a huge number of modes.
Some extensions of these techniques to state estimate of hybrid systems have been presented
in [44] for PF and in [25] for MHE.
In [25] hybrid systems are considered in PWA form:
x(t + 1) = Aix(t) + fi + w(t)
y(t) = Cix(t) + gi + v(t),forx(t) ∈ Xi
x ∈ X
w ∈ W
(4.1)
where v(t) ∈ Rpc ×{0,1}pl, W ⊂ Rnc ×{0,1}nl is a bounded polyhedron containing the origin, w
and v model unmeasured system noise and output disturbances respectively. The cost functional
used for the optimization problem is
J(τ,t,w,v,x(τ),Γτ) =
t−1  
k=τ
 v(k) 2
R +  w(k) 2
Q + Γτ(x(τ))
where τ,t ∈ N,τ < t,Γτ is a continuous function and Q and R are positive-deﬁnite matrices.
The MHE procedure solves at each time instant T ≥ 0 the problem:
min
x(T−M),w
J(T − M,T,w,v,x(T − M),ΓT − M)subj to 4.1
where M ∈ N+ is a ﬁxed time horizon, T > M, ΓT − M) is a sequence of initial penalties
approximating the arrival cost ΓT − M).
In [44] PF methods are applied to state estimation of distributed hybrid systems. These
systems are composed by a set of components modelled as hybrid systems communicating with
each other using a network (see Sec. 2.3). The authors are interested in using estimation92 CHAPTER 4. FAULT DETECTION FOR HYBRID SYSTEMS
algorithms that can be able to cope with this kind of systems where the guard conditions can be
nonlinear and the noise can be represented by arbitrary multi-modal distributions. Each hybrid
subsystem can be represented by a nonlinear discrete-time model for the continuous dynamics,
plus a transition function representing the evolution of the discrete state:
x(t + 1) = fq(x(t),u(t)) + w(t)
y(t) = gq(x(t)) + v(t)
q(t + 1) = δ(q(t),σ(t),x(t))
where σ(t) denotes events corresponding to the control commands. In the model presented
in this work the coupling between the subsystems occurs through the guards that govern the
transitions, this means that a mode transition in a subsystem could be triggered by a condition
on the (continuous) state of another subsystem. The state of the whole system is given by
all the states of the subsystems. Hence the work is motivated by a computational reason:
the centralized estimation uses algorithms computationally very expensive and requires high
bandwidth networks, while a distributed estimation can exploit the computation embedded in
each component, with obvious computational advantages. The estimation problem here requires
the knowledge of the observation sequence Y (t), of the continuous control inputs U(t) and of
the history of the control events. Local state estimation requires only the knowledge of the
guards transitions that couple the subsystems. Autonomous transitions are monitored using
the appropriate mode to update the estimate of the continuous state. The probability of mode
transitions due to control commands can be computed using discrete estimation techniques such
as the ones based on hidden Markov models. The algorithm presented in [44] evaluates at every
time step the transition probability matrix
Tij(t) = p(q(t) = j|x(t − 1),q(t − 1) = i),i,j = 1,...,|Q|
where Q is the ﬁnite state space of the discrete dynamics. This matrix is evaluated based on the
estimate of the continuous state as
Tij(t) =
 
Gij
p(x(t − 1)|Y (t − 1),U(t − 1),q(t − 1) = i)dx(t − 1)
Then the algorithm focuses on the most likely modes and updates the continuous estimate by
conditioning on the new measurements based on particle ﬁltering where the computation of
transitions probabilities is made through Monte Carlo methods. The transitions probabilities
are used to (dynamically) assign particles to the discrete modes (i.e. focusing on the most
likely transitions). This algorithm is distributed because the local estimators exchange each
other messages with the probability values of the guard conditions deﬁning the coupling. This
means that the only part in this algorithm requiring a knowledge about the coupling between
the diﬀerent subsystem is the computation of the mode transition probability. This task can
be accomplished locally if at every step the information about the probabilities of local mode
transitions due to remote continuous states are sent through the network (see Section ?? for
details on distributed hybrid systems).
An advanced estimation algorithm for hybrid systems is presented in [38]. The author here
uses some methods from artiﬁcial intelligence and model-based reasoning applied to complex
systems composed by many components. Each component is considered as an hybrid system
and represented with an hybrid automaton. Probabilistic mode transition models are combined
with stochastic discrete-time diﬀerence equations to obtain a probabilistic hybrid automaton
(PHA). The composition of all the PHA of the components gives the concurrent PHA (cPHA)4.4. HYBRID SYSTEMS IDENTIFICATION METHODS 93
of the whole system. The estimation techniques used in [38] are sub-optimal methods based
on multi-model ﬁltering methods with advanced search and reasoning methods from AI. These
choices has been made to handle with complex multi-modal systems with an online strategy.
To decrease the computational burden for the estimation task, the author proposes a method
based on the decomposition of the system ﬁrst into its components for a modelling purpose, than
following its structural properties. The hybrid estimation problem is reformulated as a best-ﬁrst
search problem. The search techniques used are shortest path and N-step search. The continuous
state is estimated through a set of Kalman ﬁlters, one for each mode, designed online using a
model-based mechanism. The design of the ﬁlters is based on a decomposition of the cPHA
representing the whole system. This decomposition comes from a causal analysis of the system,
through which it is possible to obtain a cause-to-eﬀect chain of variables. Then a structural
analysis (see Sec. 3.1) helps in ﬁnding the observable parts of the system and to build some
ﬁlters on sub-parts which are not strongly coupled. This will lead to a bank of ﬁlters which
should have the property of being reusable, then they are cached as building blocks for ﬁlters
clusters.
This last approach applies the same tools of the procedure presented in Chapter 3 for dis-
tributed systems, extending their use to distributed hybrid systems. For this reason it is quite
interesting the idea of exploiting this methodology to obtain an architecture as the one intro-
duced in Section 3.2, where fault diagnosis and reconﬁguration are performed in a decentralised
way for distributed hybrid system.
4.4 Hybrid Systems Identiﬁcation Methods
State estimation can be used for fault detection when the parameters of the system are known.
When they are unknown system identiﬁcation is needed. As stated above, the knowledge of the
behaviour of the system in each time instant is necessary to detect the occurrence of a fault.
This leads to the need of methods able to tell what is the model of the system in a certain time
instant and to compare the obtained results with the known eﬀects of the faults in order to give
a diagnostic response.
For the sake of completeness of this chapter on the methods for fault detection for hybrid
systems, in the following a comparison between two rather diﬀerent techniques for hybrid systems
identiﬁcation is presented. The main diﬀerence is given by the model of the considered systems:
in [26] the hybrid systems are given in an input/output form, while in [8] a state-space model is
used.
4.4.1 A clustering technique
In [26] a method for identiﬁcation of discrete-time hybrid systems is presented. The considered
systems are represented in a PWA form. The aim of this technique is to identify the system given
a certain amount of data. The input-output representation of PWA systems is used, obtaining
the so-called PWARX model.
The model of the system is then given by the input-output relation:
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where f( ) is the PWA map deﬁned by:
f(x) =

     
     
θ′
1
 
x
1
 
if x ∈ X1,
. . .
θ′
s
 
x
1
 
if x ∈ Xs.
(4.3)
In this model k is the time index and the vector of regressors is:
x(k) ,
[y(k − 1)y(k − 2)...y(k − na)
u′(k − 1)u′(k − 2)...u′(k − nb)]′ (4.4)
where y ∈ R and u ∈ Rn are the outputs and inputs of the system, and na,nb are the model
orders.
The assumptions for solving the identiﬁcation problem are:
• the number of submodels s is given;
• the orders na and nb are ﬁxed and known;
• as a consequence of this last assumption the regressor set X is known from the constraints
on the inputs and outputs.
The aim of the procedure is to estimate the partition Xi,i = 1,...,s and the parameter vectors
{θi}s
i=1.
The procedure is composed of six steps described in the following.
Step 1 The ﬁrst step consists in building local data sets (LDs) from the data. This relies on the
fact that PWA maps are locally linear, i.e. small subsets of points x(k) closed to each other
are supposed to belong to the same region. Then for each datapoint (x(j),y(j)),j+1,...,N
an LD is built containing (x(j),y(j)) and the c − 1 nearest datapoints. Some LDs will
contain only points belonging to the same submodel and will be called pure LDs, whereas
the others are called mixed LDs. The procedure is based on the assumption that the ratio
between mixed and pure LDs is small and that as the number N of input/output pairs
goes to inﬁnity, this ratio goes to 0.
Step 2 A parameter vector representing each LD is identiﬁed. This is achieved using least
squares estimation to obtain an aﬃne model using the samples in each LD.
Step 3 In this step the parameter vectors are partitioned in s clusters minimizing some func-
tional.
Step 4 This step regards the classiﬁcation of the original data, obtained using the clustering of
the parameter vectors through the bijective maps between these vectors and the X-points.
Step 5 With the information obtained by the previous steps, the s submodels composing the
system are estimated. This step can be performed in diﬀerent ways, either using the
weighted least square method (exploiting the results obtained in step 2) or using robust
regression techniques.
Step 6 Finally, using a linear classiﬁcation algorithm, the partition Xi,i = 1,...,s is esti-
mated. This basically means that the separating hyperplanes for each pair of subspaces
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4.4.2 A subspace method
In [8] a new approach to identiﬁcation of PW linear systems is introduced. This method is based
on subspace identiﬁcation procedure presented in [73]. In particular the approach is based on
the switching detection performed using projected subspaces from batches of input/output data.
The considered systems are piecewise linear (PWL) described by the set of state-space equa-
tions:
x(k + 1) = Aix(k) + Biu(k)
y(k) = Cix(k) + Diu(k)
(4.5)
for  
x(k)
u(k)
 
∈ Pi
where y(k) ∈ Rl is the output, u(k) ∈ Rm is the input and x(k) ∈ Rn is the state of the system.
Pi, i = 1,2,...,M is a partition such that:
M  
i=1
Pi = Rn × Rm and Pi ∩ Pj = ∅ for i  = j.
For identiﬁcation purposes the system 4.5 can also be rewritten as:
x(k + 1) =
 M
i=1 pi(k)(Aix(k) + Biu(k))
y(k) =
 M
i=1 pi(k)(Cix(k) + Diu(k) + vi(k))
(4.6)
where vi(k) is zero mean white noise and pi(k) is the switching signal determining which local
model i is active at time k. This signal should satisfy:
pi(k) ∈ {0,1},
M  
i=1
pi(k) = 1. (4.7)
The formulation in eq. 4.6 implies hard switchings between the local systems.
The problem of identiﬁcation of system (4.6) consists in the determination of the switching
signal pi(k) [8] and the estimation of the state-space model [73] from a ﬁnite number N of
measurements of the inputs and outputs of the system.
Basically the problem of switching detection is solved using the order detection mechanism
of subspace identiﬁcation, but applied to rather smaller batches of data selected using a moving
window. The outputs of each batch are projected onto the orthogonal complement of its inputs.
If there is no switching in the considered batch the dimension of the projected subspace is equal
to the the order of the local system, otherwise the order increases. The method is then based on
the rank variation detection of projected subspaces computed from successive batches of data.
The data are then classiﬁed according to the subspace dimension and basis (using a measure for
the distance of the projected subspaces). Finally to the data belonging to the same local system
a weight (pi) is assigned.
This procedure can be used to detect changes when the switching local systems:
• are completely diﬀerent;
• have diﬀerent dynamics (poles);
• have diﬀerent zeros.96 CHAPTER 4. FAULT DETECTION FOR HYBRID SYSTEMS
The second step is the estimation of the matrices of the system. This is done starting from
the knowledge of the switching signals pi at each time instant k. In [73] the MOESP subspace
algorithm is used to achieve this goal up to a linear state transformation. Then a discussion on
methods to bring all the systems in the same basis in done. The authors propose an improvement
of the comparison of the state of model before each state transition with state of the model after
it. The improvement consists in using more than one transition to determine univocally one
state transformation.
4.4.3 Comparison and Possible Improvements
In this section some diﬀerences and common points between the two approaches are highlighted,
while in the next section some simulations will help understanding the main advantages and
disadvantages of the each method.
The clustering method is based on the input-output representation of PWA systems, whereas
the subspace method is based on the state-space representation of PWL systems. This means
that the clustering technique is applicable to a wider number of systems. Moreover the model
(4.6) represents a kind of switching systems, where the switches are hard.
Another main diﬀerence between the two methods is that the clustering considers single
outputs systems, while the subspace considers multi outputs systems. This is an advantage of
the subspace method, even if it only takes the batches of data without giving them a physical
connotation in ﬁrst instance. This is indeed due to the fact the subspace methods are used,
leading to the necessity of projecting the data to obtain the state of the system. In the clustering
method, instead, the data are classiﬁed in vectors of regressors, giving to them the connotation
of input and output. There is then the need of performing a clustering and classiﬁcation of data
at the beginning of the procedure.
As for the speciﬁcations, both methods need the number of submodels, even if in the clustering
method it can also be omitted. Then other clustering methods can be exploited and improved
to establish the number of submodels. Another hidden speciﬁcation for the subspace method is
the shape of the subspaces in which the submodels evolve.
Finally both methods can be used to detect any kind of switching. In other words the methods
are able to cope with submodels having diﬀerent structure (order, dynamics, etc.). Anyway the
assumptions for the application of the methods should always be valid, i.e. the submodels orders
need to be known.
An interesting improvement, with the aim of fault tolerance, is to extend the subspace pro-
cedure to piecewise aﬃne systems. The class of PWA systems is able to model more situations
than the class of piecewise linear systems. Moreover for fault tolerance the use of state-space
models allows the modelling of more faults, and the possibility to compare faulty models, rep-
resenting the eﬀects of the faults on the system, with the actual model directly computed by
the subspace identiﬁcation algorithm. However the extension of the presented results to PWA
systems requires a modiﬁcation of the projection interpretation, with a consequent modiﬁcation
of the switch detection algorithm.
4.5 Detecting Faulty Connections in Hybrid Systems Networks
Communication faults can be intended in two diﬀerent ways depending on the considered system.
If the system is not distributed than the communication can be from a computer where the
software is running and the hardware system. In this case a communication fault will aﬀect the
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is distributed a communication fault can also be thought as a fault in the network connecting the
nodes of the system. This kind of fault is really dangerous, because it can propagate its eﬀect
throughout the nodes leading to a real loss of performance. This means that a path to a node
is lost and that node will not receive the information from the other nodes unless a new path is
found. For this reason it is very important to detect this kind of fault as soon as possible, not
to lose to much information and to deﬁne an error containment region.
The network conﬁguration covers many applications in modern systems. The problem of
communication breakdown has to be faced in these situations. Some practical examples are
in distributed computing, when many computers collects data from remote servers and they
are connected by physical cables subject to vibrations provoking disconnection. Another pos-
sible application is in aircraft formations and ﬂeets, for collision avoidance, where the loss of
communication can lead to a change of the route and a possible collision between two aircraft.
4.5.1 Networks of Hybrid Systems
Networks of hybrid systems are composed of hybrid systems cooperating through a communica-
tion network. The systems in the network can be components of the same hybrid system, but
can also be complete hybrid systems communicating through the channels of the network. The
subsystems composing the network are called nodes.
There are many diﬀerent conﬁgurations for the networks, depending on how the systems are
connected. The choice of the conﬁguration aﬀects the whole system complexity which is primarily
due to the diﬀerent ways the systems are connected. Some networks conﬁgurations and many
other issues on computer networks are presented in [72]. Two main network conﬁgurations,
depending on the transmission technology, can be found: broadcast networks and point-to-point
networks. The broadcast networks use a single communication channel, like for example a bus,
shared by all the nodes. In this communication policy the nodes send messages, i.e. signals,
also called packets, which are received by all the other nodes. Inside the message there is an
address referring to the receiver node. When a node receives a message it checks if the address
corresponds to its address and if so it processes the message, otherwise it is ignored. An example
of this kind of network is represented in ﬁg. 4.2.
The other conﬁguration is the point-to-point network. In this kind of networks the nodes are
connected in pairs. This means that each node can be connected to all the other nodes pairwise.
In this section the hybrid systems composing the network are connected point-to-point (see ﬁg.
4.3(a)), meaning also that each system is directly connected with all the others. The choice of
this conﬁguration is motivated by its usefulness for fault detection and reconﬁguration. Indeed,
if a connection is lost, it will be possible to reach a node following a path which is diﬀerent
from the direct one. Another more general reason for this choice is that it is the more widely
used conﬁguration for large scale systems, while using, e.g., a broadcast model will increase the
transmission time with the scale of the network (see [72] for details). Suppose, then, that the
nodes communicate using a protocol similar to the so called start-stop. In this protocol the
channel can transmit one message at a time in both directions, but not at the same time. The
policy of the protocol is the following:
1. the sender sends a request to send (req) signal to the receiver;
2. the receiver sends a receive ready (rr) signal to the sender;
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4. the receiver sends an acknowledgement (ack) signal to say it has received the message
correctly;
5. the sender sends a clear to send (cs) signal to say it has ﬁnished transmitting messages;
6. both sender and receiver disconnect.
For the sake of simplicity in the following it will be considered that the systems always send only
one message at a time.
Due to the fact that each node is connected to all the other nodes and then it can send
messages to any other node in the network, it is necessary to establish an address for each node.
In this way it is possible to recognize the connection which is actually busy in transmitting
data and of course the node to which the data are sent. The addresses can be local or global,
depending on the network, if some interfaces are used then they will be local, otherwise some
global addresses should be used. Assume the use of local addresses: the nodes can be numbered
1 to n and in our representation we can think they are contained in some signals (ad) the sender
node uses to activate the right channel.
An automaton representing a connection is reported in ﬁg. 4.3(b) where it is shown when
the connection is considered busy or idle. The connection is normally in state Idle (I). The
sender speciﬁes the address of the receiver in the signal ad which is related and recognized by
the link connecting the correct nodes. Then the connection moves to state Ready (R). When
the req signal is sent by the sender, the connection moves to state Busy (B). With the rr and
ack signals the connection remains in B. When the signal cs occurs the connection moves back
to I.
4.5.2 A modelling framework: qualitative representations
A modelling framework which is of particular interest for fault detection is based on the Artiﬁcial
Intelligence theory of Qualitative Reasoning. This approach aims at understanding the human
common sense, i.e. to catch the interactions between physical phenomena, without knowing the
quantitative aspects. Qualitative models are abstractions of the system behavior, they represent
qualitative relations among physical systems. Building qualitative models does not require a
mathematical knowledge of the systems and their behavior. This kind of modelling is frequently
used for fault diagnosis, when we can be aware of the eﬀects of the faults but not of their
quantitative description.
Henced, in this work, the nodes of the network are modelled using the qualitative approach
presented in [48], based on the quantisation of hybrid systems. A quantised system is a system in
which all the continuous dynamics are converted into discrete dynamics. The approach is based
on the quantiser which converts a real-valued signal into a sequence of symbols. This means that
in a quantised system only symbolic input/output information is available. The behavior of the
quantised system is then qualitative and is given by the set of all I/O pairs consistent with the
system dynamics and the signal quantisation. Due to this qualitative representation given by the
quantiser, its behavior is qualitative and non-deterministic, i.e. it is impossible to predict the
qualitative output sequence of the quantised system unambiguously for given qualitative initial
state and input. However it is always possible to know with which probability a qualitative
output value [y(k)] occurs (here [y(k)] is the quantised output, and k is the time instant).
Using the theory of stochastic automata (see [5]), it is possible to represent the quantised
system with a stochastic automaton
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where Nx,Nu,Ny are the sets of states, inputs and outputs of the system respectively, L is the
behavioural relation and P(z(0)) is the probability distribution of the initial state z(0) of the
automaton. The behavioural relation is deﬁned as
L(z′,w|z,v) = P([x(1)] = z′,[y(0)] = w|[x(0)] = z,[u(0)] = v)
where the notation [ ] refers to quantised signals, z′ is the new (meaning next at time k + 1)
state of the automaton, w is the actual output, z the actual state and v the actual input. So the
behavioural relation express the probability of the next state to be z′ and the actual output to
be w if the actual state is z and the actual input is v.
The task of the observation of quantised systems is to ﬁnd the current qualitative state
[x(k)] for the measured sequences of input/output values. This problem is solved by looking for
qualitative internal states [x(k)] for which the given I/O pair may occur, this means that the
solution will not be unique, but a set of states. In particular when a fault occurs the observation
problem becomes a diagnostic problem. It is worth noting that in general faults are quantised
phenomena. Then the diagnostic problem is solved by searching for all faults f(k) for which
the given I/O pair can occur. Even in this case the result will be a set of possible faults. Both
observation and diagnostic methods are based on a consistency check for a given I/O pair and
the model. This means that the model must represent all I/O pairs that may occur for the given
quantised system, i.e. the model must be complete. The author models the fault in a quantised
system as the output of the stochastic automaton Sf(Nf,Gf,Prob(f(0))). This means that the
model of the quantised system subject to a fault will be a stochastic automaton given by the
combination of the stochastic automaton representing the quantised system and the stochastic
automaton representing the fault. In [5] state observation and diagnosis of quantised systems
are performed using standard methods for stochastic automata.
In [55] the stochastic automata networks are introduced by extending the concept of stochastic
automata with the deﬁnition of exogenous signals such as inputs, outputs and faults. In this
way diﬀerent subsystems represented by stochastic automata are connected through the external
signals, i.e. some outputs of a subsystem can be inputs for another one. The authors make the
assumption that the internal coupling signals are not measurable, which lead to some problems
when performing decentralized diagnosis, because not all the subsystems are detectable, due to
the unknown input/output signals. In the following this assumption will be removed and all the
signals will be supposed to be measurable.
In [63] a way to cast distributed quantised systems into stochastic automata networks is
presented. Starting from a quantised system as a whole the network of quantised systems is
obtained by following three steps:
• the coupling signals among subsystems are quantised;
• the obtained system is manipulated to obtain causal relations (input to output) among the
diﬀerent subsystems;
• each subsystem is transformed in a quantised system obtaining the network.
Attention must be paid to the sampling time of the quantised system, because the sampled
system is usually diﬀerent from the original continuous one, i.e. more coupling signals can be
found. This is very important when we try to decompose the system. For this reason the system
is decomposed in quantised subsystems after the discretization.
The above presented modelling framework is adapted to the kind of systems we want to
study. Each node is represented by a quantised system, modelled by a stochastic automaton.100 CHAPTER 4. FAULT DETECTION FOR HYBRID SYSTEMS
The connections are represented by systems themselves, as shown in ﬁg. 4.3(b). Connections
and nodes exchange data using their input/output signals which are supposed to be known. The
signals of the protocol are divided into inputs and outputs as follows:
Sender
 
req,cs,ad ∈ Ny
rr,ack ∈ Nu
; Receiver
 
req,cs,ad ∈ Nu
rr,ack ∈ Ny
.
4.5.3 Faults modelling and Fault Detection Issues
There are many diﬀerent kinds of faults that can occur in a system: sensor, actuator, communi-
cation faults. The eﬀects of these kinds of faults show up in diﬀerent parts of the system. Sensor
faults change the output dynamics, while the actuator faults change the state dynamics.
In this section a special attention to communication faults is given. They aﬀect the com-
munication channel. Depending on the severity of the fault the channel can be unreliable or
completely lost. Unreliable channels are usually handled by the protocol policy, i.e. if some
messages are lost or some bits are changed, the protocol usually is robust enough to recall the
message or to recover the wrong transmission. The above speciﬁed communication policy is weak
in this sense, but some extensions exist such as the so called go back to n protocol (see [72]). In
this protocol the sender has buﬀers of the sent and received messages because the receiver sends
an acknowledgement signal each time it receives a message; if a message is lost the buﬀers allow
to compare the sent and the received messages and go back to the (nth) message lost.
From this consideration it follows that more severe faults, such as the complete loss of a
channel, are interesting for the above speciﬁed problem, because they cannot be managed by a
robust protocol. The model of the connection with this fault is represented in ﬁg. 4.4. Here the
fault is called f and after its occurrence the connection moves to the faulty state F. The fault
obviously depends on the transmission signals. Indeed, when one of these signals is expected but
not received, a fault has possibly occurred.
Note that faults on the nodes are not considered at this level, but a signal missing can also
be due to a node internal fault, which should be distinguished from the connection fault. Note
also that from the connection point of view it is not possible to relate the fault to one of the
signal missing, because the connection is not aware of the nodes communication policy, while
the protocol is managed by the nodes themselves.
The connection faults for the presented systems can be detected using a decentralized policy.
This allows the fault detection and isolation (FDI) unit not to check all the connections and the
nodes even for big complex systems. This can be realised giving a state estimator to each node
and a fault detection unit to each pair of nodes. The state estimator aims at giving an estimate
of the state of the system to avoid mistaking internal node faults for connection faults, while
the fault detection unit supervises the pair of nodes that communicate to detect if a fault on
the channel occurs. Practically the estimator checks if the state of the node is the nominal one
or one of the possible faulty ones. If the estimators of both communicating nodes claim that
they are in the nominal state but the fault detection unit claims that some transmission signal
(related to the fault f) is missing, then the fault detection unit can establish that a fault on the
connection has occurred.4.5. DETECTING FAULTY CONNECTIONS IN HYBRID SYSTEMS NETWORKS 101
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Figure 4.4: Automaton of a connection with the faulty state.Conclusions
The aim of this three years of thesis was to introduce new methods for dealing with fault tolerance
in complex, distributed systems.
The complex modern systems are usually distributed, i.e. they are composed by subsystems
connected through a network. These subsystems achieve diﬀerent functions and communicate
to reach a common goal. The subsystems composing a distributed systems can be computers
or dynamical systems. Depending on their nature and on the aim of their analysis, they can be
represented by discrete event or hybrid systems. A discrete event representation is more used
for a higher level description, when only the discrete dynamics and the communication policy is
considered. The hybrid representation involves also the continuous dynamics of each subsystem
and the interaction between the continuous and the discrete dynamics. Indeed discrete event
systems are discrete-state, event-driven systems, while hybrid systems are systems in which
continuous and discrete dynamics interact.
Fault tolerance in these large scale systems is quite complex, because it has to consider
problems of propagation of the fault eﬀect and problems of scaling. Moreover to achieve fault
tolerance without increasing the computational burden some decentralized methods have to be
used. These methods can cope with the distributed nature of the systems, with the ﬁnal aim to
decentralize the tasks of fault diagnosis and control redesign.
The main contribution of this thesis is given by the implementation of a procedure to design
a fault tolerant architecture for distributed systems. This architecture follows the nature of
the considered systems, hence it is modular, hierarchical and fault detection is achieved in a
decentralized way. The decentralization is based on functional and structural criteria.
The ﬁrst analysis to design the architecture is performed at the higher level, without going
into the detail of the nature of the subsystems composing the distributed system. A deeper
study is presented in the last chapter of this thesis, where some results and new issues for fault
detection of hybrid systems are introduced.
A possible extension to the presented results is given by the study of method for achieving
fault tolerance in distributed hybrid systems, following a decentralised policy. Some applications
for the presented results are also an issue.
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